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1.  4901:1-10-10(C)(1):  CAIDI (Customer Average Interruption Duration Index)

Performance Standard After Exclusions Before Exclusions
150.00 146.02 173.60

2.  4901:1-10-10(C)(1):  SAIFI (System Average Interruption Frequency Index)

Performance Standard After Exclusions Before Exclusions
1.20 1.15 1.47

3.  4901:1-10-10(C)(1):  Supporting Data

1,472,270

Customers
Served

CI*
After Exclusions

1,695,534

CI
Before Exclusions

2,160,435

CMI*
After Exclusions

247,579,777

CMI
Before Exclusions

375,061,067

*CI = Customer Interruptions
CMI = Customer Minutes Interrupted

Notes:

3/28/2018
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4.  4901:1-10-10(C)(2):  Major Event Outages

Date Description

Ohio Power Company
2017Rule 10 Report for

CI CMI CAIDI SAIFI

1/10/2017 Major Event Day - Storms 41,773 8,503,234 203.56 0.03

3/1/2017 Major Event Day - Storms 48,325 18,618,227 385.27 0.03

7/7/2017 Major Event Day - Storms 54,370 21,738,767 399.83 0.04

7/10/2017 Major Event Day - Storms 43,040 18,456,206 428.82 0.03

11/5/2017 Major Event Day - Storms 35,584 14,770,447 415.09 0.02

11/18/2017 Major Event Day - Storms 26,536 7,924,435 298.63 0.02

Notes:

249,628 90,011,316Totals:

3/28/2018
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5a.  4901:1-10-10(C)(2):  Transmission Outages

Outage
Start
Date

Transmission
Circuit

Impacted
Circuit

kV Outage Cause

Outage
Length

(minutes)

Outage
Start
Time

Ohio Power Company
2017Rule 10 Report for

1/4/2017 2:59 AM 69 Scheduled Company 50,228Lick - Ross

1/11/2017 6:55 AM 69 Unknown (Non- Weather) 80,476Glencoe - West Bellaire

1/11/2017 8:19 AM 69 Equipment - Line Insulator 49,104Glencoe - West Bellaire

1/11/2017 1:00 PM 34 Euipment Failure 25,520Kalida - Rockhill

1/12/2017 8:01 AM 69 Unknown (Non- Weather) 282East Logan - North Logan

1/12/2017 10:17 AM 69 Unknown (Non- Weather) 41,962Lick - Ross

2/7/2017 2:01 PM 69 Tree Out of Right of Way (WRO) 420,480Beartown-Moreland Sw

2/17/2017 2:45 PM 69 Unknown (Non- Weather) 337,393Harrison - Madison

2/18/2017 10:57 AM 69 Euipment Failure 138,072Harrison - Madison

2/25/2017 1:41 AM 23 Tree Out of ROW 484,670East Sparta - Malvern

3/9/2017 5:07 PM 69 Euipment Failure 39,104Lick - Ross

3/10/2017 8:24 PM 138 Relay Mis-Operation 77,325Wagenhals - West Canton

3/17/2017 12:55 PM 69 Euipment Failure 117,435Continental - Mark Center
Switch

3/24/2017 12:36 PM 69 Euipment Failure 280,788Academia - Gambier

4/2/2017 3:00 AM 138 Scheduled Company 115,720Mill Creek - Willow Island
(APS)

3/28/2018
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5a.  4901:1-10-10(C)(2):  Transmission Outages

Outage
Start
Date

Transmission
Circuit

Impacted
Circuit

kV Outage Cause

Outage
Length

(minutes)

Outage
Start
Time

Ohio Power Company
2017Rule 10 Report for

4/5/2017 8:43 PM 69 Weather - Unknown 120,798Central Portsmouth - North
Portsmouth

4/5/2017 10:47 PM 34 Euipment Failure 104,253Kalida - Rockhill

4/9/2017 6:00 AM 138 Scheduled Company 127,836Philo - Zanesville

4/9/2017 8:00 PM 138 Scheduled Company 155,574Philo - Zanesville

4/22/2017 8:01 AM 69 Scheduled Company 39,676 Bane Switch - Pekin

4/27/2017 7:55 PM 69 Tree Out of ROW 16,884Blackhawk - Dillonvalle -
Sparrow Switch

4/29/2017 12:33 AM 138 Weather - Unknown 2,064,478 Riverview - Williams Creek
(APS)

4/29/2017 9:22 AM 69 Tree Out of ROW 335,400Glencoe - Robyville

5/1/2017 1:14 PM 69 Weather - Unknown 536,604Azalea - Dennison - Desert
Road Sw

5/1/2017 4:21 PM 69 Weather - Unknown 2,078,291Fort Steuben - South Toronto

5/2/2017 6:53 AM 69 Euipment Failure 779,660
Dennison - Newport & 4785:

Dennison - West New
Philadelphia

5/2/2017 1:55 PM 69 Vegetation Fall-In (Inside ROW) 148,629Fort Steuben - Tidd

5/2/2017 2:08 PM 69 Weather - Unknown 48,564Hammondsville - South Toronto

5/18/2017 9:09 AM 138 Error - Field 1,254,891Corner - Parkersburg (APS)

5/18/2017 5:12 PM 69 Weather - High Winds (Exceeding 60
MPH) 167,858Haviland - Payne

3/28/2018
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5a.  4901:1-10-10(C)(2):  Transmission Outages

Outage
Start
Date

Transmission
Circuit

Impacted
Circuit

kV Outage Cause

Outage
Length

(minutes)

Outage
Start
Time

Ohio Power Company
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5/18/2017 6:24 PM 69 Weather - High Winds (Exceeding 60
MPH) 3,567,291Haviland - South Van Wert

5/31/2017 3:18 PM 69 Tree Out of ROW 353,760Newcomerstown - Newport

6/1/2017 4:48 PM 69 Euipment Failure 76,858Adams - Rarden

6/4/2017 4:03 PM 69 Euipment Failure 75,981Haviland - South Van Wert

6/4/2017 5:06 PM 34 Tree Out of ROW 18,258Newcomerstown - West New
Philadelphia

6/4/2017 8:04 PM 69 Euipment Failure 3,013Haviland - South Van Wert

6/5/2017 9:00 AM 69 Scheduled Company 26,880Adams - Rarden

6/5/2017 11:02 AM 69 Scheduled Company 2,620Haviland - South Van Wert

6/5/2017 1:05 PM 138 Scheduled Company 740Ebersole - New Liberty

6/5/2017 3:57 PM 34 Tree Out of ROW 323,244East Cambridge - Smyrna

6/5/2017 4:09 PM 69 Euipment Failure 883,948Buckskin - Highland (CSP)

6/13/2017 1:18 PM 69 Weather - Lightning 935,728Center Street - Pleasant Street

6/13/2017 5:00 PM 69 Euipment Failure 305,339Newark - North Newark

6/13/2017 5:16 PM 69 Tree Out of ROW 290,372Mount Sterling - South
Fultonham

6/14/2017 5:26 PM 69 Scheduled Company 44,520New Lexington - South
Fultonham
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5a.  4901:1-10-10(C)(2):  Transmission Outages

Outage
Start
Date

Transmission
Circuit

Impacted
Circuit

kV Outage Cause

Outage
Length

(minutes)

Outage
Start
Time

Ohio Power Company
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6/16/2017 8:00 AM 138 Euipment Failure 817,553Gorsuch - Mill Creek

6/18/2017 12:01 AM 138 Scheduled Company 6,199Philo Sw. - South Canton

6/18/2017 4:00 PM 69 Animal - Bird 162,260Derwent - South Cumberland

6/23/2017 7:11 PM 69 Tree Inside ROW 1,532,206North Newark - West Granville

6/25/2017 6:00 AM 138 Scheduled Company 153,670Philo - Zanesville

6/25/2017 8:00 PM 138 Scheduled Company 89,540Philo - Zanesville

6/26/2017 7:04 PM 34 Weather - Lightning 364,982Ebersole - Plaza Street

6/30/2017 6:40 PM 138 Euipment Failure 285,039Greif - Huntley

6/30/2017 7:18 PM 69 Euipment Failure 1,210,957ELLIOTT - O.U.

7/1/2017 6:06 AM 69 Scheduled Company 4,152Adams - Rarden

7/2/2017 2:21 AM 69 Tree Out of ROW 108,146East Logan - New Lexington

7/4/2017 4:28 PM Other Utility 131,570Allegheny Power Station

7/5/2017 6:04 PM Euipment Failure 65,980Poston - Trimble

7/6/2017 9:57 AM 138 Euipment Failure 145,854Corner - Parkersburg (APS)

7/13/2017 10:24 AM 69 Tree Out of ROW 41,612Broom Road - Newcomerstown
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5a.  4901:1-10-10(C)(2):  Transmission Outages

Outage
Start
Date

Transmission
Circuit

Impacted
Circuit

kV Outage Cause

Outage
Length

(minutes)

Outage
Start
Time

Ohio Power Company
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7/13/2017 2:39 PM 69 Weather 150,975Baltimore - East Lancaster

7/13/2017 4:00 PM 34 Euipment Failure 187,996Millersburg - West Millersburg

7/13/2017 4:44 PM 69 Weather - Lightning/T-Storm 22,875Baltimore - East Lancaster

7/15/2017 6:30 AM 69 Scheduled Company 400,820Azalea - Dennison - Desert
Road Sw

7/16/2017 7:45 PM 34 Tree Inside ROW 169,344Elizabeth Street - Hover Park

7/18/2017 6:30 PM 138 Euipment Failure 18,900Ebersole - New Liberty

7/19/2017 2:11 PM 69 Weather - Lightning 27,645East End Fostoria - Riverview

7/20/2017 11:11 AM 69 Euipment Failure 111,982Beatty - Galloway

7/20/2017 3:27 PM 69 Vandalism 185,118Steubenville - West Alikanna

7/22/2017 2:28 PM 23 Weather - Lightning 344Mill Creek - Wolf Creek No. 1

7/26/2017 1:10 PM 34 Error - Field 156North Findlay 1 - North Findlay
2

7/28/2017 6:23 PM 138 Vehicle Accident (Non-AEP) 24,497Wagenhals - West Canton

7/29/2017 7:28 AM 138 Vehicle Accident (Non-AEP) 31,702Wagenhals - West Canton

8/4/2017 11:38 AM Unknown (Non- Weather) 21,824New Lexington - South
Fultonham

8/4/2017 11:56 AM 69 Vehicle Accident (Non-AEP) 180,180Azalea - Dennison - Desert
Road Sw
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5a.  4901:1-10-10(C)(2):  Transmission Outages

Outage
Start
Date

Transmission
Circuit

Impacted
Circuit

kV Outage Cause

Outage
Length

(minutes)

Outage
Start
Time

Ohio Power Company
2017Rule 10 Report for

8/8/2017 1:22 PM 69 Error - Field 121,916Huntley - Westerville

8/19/2017 4:00 AM 69 Scheduled Company 253,528Lick - Ross

8/20/2017 8:04 AM 34 Scheduled Company 84,942New Liberty - North Findlay

8/21/2017 4:05 PM 69 Euipment Failure 48,050Carrothers - Greenlawn

8/22/2017 12:41 PM 23 Tree Out of ROW 1,778,915East Sparta - Malvern

8/24/2017 5:09 AM 34 Scheduled Company 77,327New Liberty - North Findlay

8/26/2017 8:01 AM 69 Scheduled Company 155,092Dunkirk (Op) - Forest

8/26/2017 2:54 PM 69 Euipment Failure 221,034Central Portsmouth - North
Portsmouth

8/30/2017 7:00 AM 69 Scheduled Company 108,652Central Portsmouth - North
Portsmouth

9/5/2017 10:21 AM 69 Weather - Lightning 536,328Firebrick - Lick

9/10/2017 3:50 PM 69 Euipment Failure 698,125Dow Chemical - West Hebron

9/13/2017 7:20 AM 69 Animal - Bird 132,192South Rokeby - West Malta

9/16/2017 6:00 AM 69 Scheduled Company 210,496Central Portsmouth - North
Portsmouth

9/16/2017 6:05 AM 69 Scheduled Company 122,774Dunkirk (Op) - Forest

9/17/2017 4:14 PM 69 Unknown (Non- Weather) 1,218,224Hemlock - Ravenswood &
Hemlock - Meigs Station 170
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5a.  4901:1-10-10(C)(2):  Transmission Outages

Outage
Start
Date

Transmission
Circuit

Impacted
Circuit

kV Outage Cause

Outage
Length

(minutes)

Outage
Start
Time

Ohio Power Company
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9/20/2017 8:20 AM 69 Scheduled Company 2,112East End Fostoria - West End
Fostoria

10/15/2017 2:12 PM 69 Tree Out of ROW 81,289Harpster - North Waldo

10/19/2017 10:32 AM 69 Error - Field 58,254 Fort Steuben - Tidd #2

10/23/2017 3:53 PM 69 Tree Out of ROW 30,084 Bane Switch - Pekin

11/1/2017 3:32 AM 69 Euipment Failure 724,484East Wooster - West Wooster

11/1/2017 6:02 AM 69 Euipment Failure 3,707,804Hemlock - Ravenswood &
Hemlock - Meigs Station 170

11/12/2017 12:45 AM 138 Scheduled Company 478,864Delaware - Vassell

11/13/2017 3:51 AM 34 Relay Mis-Operation 249 Johnstown - Trent

11/19/2017 4:04 AM 69 Euipment Failure 161,581Buckskin - Highland (CSP)

11/21/2017 3:08 PM 69 Euipment Failure 2,223,356Hemlock - Ravenswood

12/2/2017 8:12 AM 34 Scheduled Company 205,794North Baltimore - Portage

12/12/2017 3:53 AM 34 Scheduled Company 19,237Millersburg - West Millersburg

12/14/2017 12:29 AM 69 Scheduled Company 242East Sparta - Sunnyside

12/22/2017 10:38 PM 69 Euipment Failure 164,295Speidel - Summerfield

12/25/2017 12:23 AM 69 Vegetation Fall-In From Outside ROW 44,149Heath - West Granville

3/28/2018
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5a.  4901:1-10-10(C)(2):  Transmission Outages

Outage
Start
Date

Transmission
Circuit

Impacted
Circuit

kV Outage Cause

Outage
Length

(minutes)

Outage
Start
Time

Ohio Power Company
2017Rule 10 Report for

Notes: Note (1): Transmission outages reported in this table are from the Distribution Reporting System. This data
reflects distribution customers affected by Transmission Outages. Transmission outages reported in Rule 27
(C) are from the Transmission Outage Reporting System. That system is based on Transmission circuits and

3/28/2018
11



5b.  4901:1-10-10(C)(2):  Distribution Circuits Impacted by Transmission Outages

Outage
Start
Date

CI
per

Outage

# of
Impacted
Circuits

IDs for
Impacted
Circuits

CI
per

Circuit

CMI
per

Circuit

CMI
per

Outage

Ohio Power Company
2017Rule 10 Report for

1/4/2017 1,872 50,228 2 778 21,7840017902

1/4/2017 1,872 50,228 2 1,094 28,4440017901

1/11/2017 1,364 80,476 1 1,364 80,4767500901

1/11/2017 1,364 49,104 1 1,364 49,1047500901

1/11/2017 580 25,520 1 580 25,5207206901

1/12/2017 2 282 2 1 1417405001

1/12/2017 2 282 2 1 1417405002

1/12/2017 1,872 41,962 2 1,094 24,0680017901

1/12/2017 1,872 41,962 2 778 17,8940017902

2/7/2017 3,405 420,480 6 587 63,3967109401

2/7/2017 3,405 420,480 6 877 94,7167109402

2/7/2017 3,405 420,480 6 434 46,8727114701

2/7/2017 3,405 420,480 6 335 36,1807114702

2/7/2017 3,405 420,480 6 102 15,6067114801

2/7/2017 3,405 420,480 6 1,070 163,7107114802

2/17/2017 1,712 337,393 3 524 123,6640000801

2/17/2017 1,712 337,393 3 897 211,6920000802

2/17/2017 1,712 337,393 3 291 2,0370007406

2/18/2017 1,712 138,072 3 523 50,2080000801

2/18/2017 1,712 138,072 3 897 86,1120000802
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5b.  4901:1-10-10(C)(2):  Distribution Circuits Impacted by Transmission Outages

Outage
Start
Date

CI
per

Outage

# of
Impacted
Circuits

IDs for
Impacted
Circuits

CI
per

Circuit

CMI
per

Circuit

CMI
per

Outage

Ohio Power Company
2017Rule 10 Report for

2/18/2017 1,712 138,072 3 292 1,7520007406

2/25/2017 1,615 484,670 3 1,352 405,6007101301

2/25/2017 1,615 484,670 3 246 73,8007101302

2/25/2017 1,615 484,670 3 17 5,2707101303

3/9/2017 1,877 39,104 2 782 17,2040017902

3/9/2017 1,877 39,104 2 1,095 21,9000017901

3/10/2017 5,155 77,325 3 2,110 31,6507129501

3/10/2017 5,155 77,325 3 1,273 19,0957129502

3/10/2017 5,155 77,325 3 1,772 26,5807129503

3/17/2017 780 117,435 2 592 88,2087207401

3/17/2017 780 117,435 2 188 29,2277207402

3/24/2017 1,111 280,788 2 586 204,1387424401

3/24/2017 1,111 280,788 2 525 76,6507424402

4/2/2017 2,797 115,720 3 1,331 63,8880031971

4/2/2017 2,797 115,720 3 175 16,9750031972

4/2/2017 2,797 115,720 3 1,291 34,8570034073

4/5/2017 956 120,798 2 906 120,4987432601

4/5/2017 956 120,798 2 50 3007364702

4/5/2017 589 104,253 1 589 104,2537206901

4/9/2017 1,206 127,836 1 1,206 127,8367409101
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5b.  4901:1-10-10(C)(2):  Distribution Circuits Impacted by Transmission Outages

Outage
Start
Date

CI
per

Outage

# of
Impacted
Circuits

IDs for
Impacted
Circuits

CI
per

Circuit

CMI
per

Circuit

CMI
per

Outage

Ohio Power Company
2017Rule 10 Report for

4/9/2017 1,206 155,574 1 1,206 155,5747409101

4/22/2017 109 39,676 1 109 39,6767516101

4/27/2017 9 16,884 1 9 16,8847501702

4/29/2017 14,102 2,064,478 21 133 25,2700030971

4/29/2017 14,102 2,064,478 21 231 43,8900030972

4/29/2017 14,102 2,064,478 21 938 94,7380031071

4/29/2017 14,102 2,064,478 21 1,201 121,3010031072

4/29/2017 14,102 2,064,478 21 230 23,2300031074

4/29/2017 14,102 2,064,478 21 496 50,0960031075

4/29/2017 14,102 2,064,478 21 628 119,3200031271

4/29/2017 14,102 2,064,478 21 424 80,5600031272

4/29/2017 14,102 2,064,478 21 116 21,6920031671

4/29/2017 14,102 2,064,478 21 544 101,7280031672

4/29/2017 14,102 2,064,478 21 1,065 199,1550031673

4/29/2017 14,102 2,064,478 21 1,362 159,3540031674

4/29/2017 14,102 2,064,478 21 1,242 145,3140031675

4/29/2017 14,102 2,064,478 21 1,635 191,2950031676

4/29/2017 14,102 2,064,478 21 273 51,8700031771

4/29/2017 14,102 2,064,478 21 61 11,5900031774

4/29/2017 14,102 2,064,478 21 1,334 240,1200031971
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5b.  4901:1-10-10(C)(2):  Distribution Circuits Impacted by Transmission Outages

Outage
Start
Date

CI
per

Outage

# of
Impacted
Circuits

IDs for
Impacted
Circuits

CI
per

Circuit

CMI
per

Circuit

CMI
per

Outage

Ohio Power Company
2017Rule 10 Report for

4/29/2017 14,102 2,064,478 21 176 31,6800031972

4/29/2017 14,102 2,064,478 21 685 119,8750034071

4/29/2017 14,102 2,064,478 21 35 6,1250034072

4/29/2017 14,102 2,064,478 21 1,293 226,2750034073

4/29/2017 3,225 335,400 5 576 59,9047501801

4/29/2017 3,225 335,400 5 255 26,5207501802

4/29/2017 3,225 335,400 5 425 44,2007506701

4/29/2017 3,225 335,400 5 579 60,2167513901

4/29/2017 3,225 335,400 5 1,390 144,5607513902

5/1/2017 1,581 536,604 2 456 118,1047108501

5/1/2017 1,581 536,604 2 1,125 418,5007108502

5/1/2017 2,731 2,078,291 2 812 617,9327507601

5/1/2017 2,731 2,078,291 2 1,919 1,460,3597507602

5/2/2017 5,644 779,660 6 676 93,2887104101

5/2/2017 5,644 779,660 6 536 74,5047104102

5/2/2017 5,644 779,660 6 1,061 146,4187104103

5/2/2017 5,644 779,660 6 252 35,0287104104

5/2/2017 5,644 779,660 6 1,790 247,0207104105

5/2/2017 5,644 779,660 6 1,329 183,4027104107

5/2/2017 1,339 148,629 2 596 66,1567517801
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5b.  4901:1-10-10(C)(2):  Distribution Circuits Impacted by Transmission Outages

Outage
Start
Date

CI
per

Outage

# of
Impacted
Circuits

IDs for
Impacted
Circuits

CI
per

Circuit

CMI
per

Circuit

CMI
per

Outage

Ohio Power Company
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5/2/2017 1,339 148,629 2 743 82,4737517802

5/2/2017 342 48,564 2 43 6,1067503701

5/2/2017 342 48,564 2 299 42,4587503702

5/18/2017 4,330 1,254,891 4 1,080 505,4400033471

5/18/2017 4,330 1,254,891 4 747 93,3680033474

5/18/2017 4,330 1,254,891 4 1,301 344,7650033472

5/18/2017 4,330 1,254,891 4 1,202 311,3180033473

5/18/2017 410 167,858 2 255 135,1537206801

5/18/2017 410 167,858 2 155 32,7057206802

5/18/2017 2,058 3,567,291 4 132 24,6847208401

5/18/2017 2,058 3,567,291 4 832 155,5847227401

5/18/2017 2,058 3,567,291 4 364 68,0687227402

5/18/2017 2,058 3,567,291 4 730 3,318,9557207901

5/31/2017 1,320 353,760 2 387 103,7167105901

5/31/2017 1,320 353,760 2 933 250,0447105902

6/1/2017 947 76,858 3 12 3,8040019131

6/1/2017 947 76,858 3 137 33,1540023802

6/1/2017 947 76,858 3 798 39,9000023802

6/4/2017 129 75,981 1 129 75,9817208901

6/4/2017 179 18,258 2 142 14,4847105401
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5b.  4901:1-10-10(C)(2):  Distribution Circuits Impacted by Transmission Outages

Outage
Start
Date

CI
per

Outage

# of
Impacted
Circuits

IDs for
Impacted
Circuits

CI
per

Circuit

CMI
per

Circuit

CMI
per

Outage
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6/4/2017 179 18,258 2 37 3,7747105402

6/4/2017 131 3,013 1 131 3,0137208401

6/5/2017 64 26,880 1 64 26,8800023802

6/5/2017 131 2,620 1 131 2,6207208401

6/5/2017 74 740 1 74 7407367002

6/5/2017 1,314 323,244 1 1,314 323,2447515001

6/5/2017 764 883,948 1 764 883,9480012601

6/13/2017 3,925 935,728 4 771 155,7427410101

6/13/2017 3,925 935,728 4 679 137,1587410102

6/13/2017 3,925 935,728 4 1,328 268,2567410103

6/13/2017 3,925 935,728 4 1,147 374,5727425401

6/13/2017 4,621 305,339 5 1,238 82,9467404401

6/13/2017 4,621 305,339 5 748 47,1247404402

6/13/2017 4,621 305,339 5 1,470 92,6107404403

6/13/2017 4,621 305,339 5 1,158 82,2187404404

6/13/2017 4,621 305,339 5 7 4417404405

6/13/2017 1,268 290,372 1 1,268 290,3727416101

6/14/2017 420 44,520 1 420 44,5207407501

6/16/2017 2,376 817,553 3 1,201 411,9430031072

6/16/2017 2,376 817,553 3 235 81,3100031074
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5b.  4901:1-10-10(C)(2):  Distribution Circuits Impacted by Transmission Outages

Outage
Start
Date

CI
per

Outage

# of
Impacted
Circuits

IDs for
Impacted
Circuits

CI
per

Circuit

CMI
per

Circuit

CMI
per

Outage
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6/16/2017 2,376 817,553 3 940 324,3000031071

6/18/2017 20 6,199 2 1 3097422402

6/18/2017 20 6,199 2 19 5,8907422403

6/18/2017 1,220 162,260 2 463 61,5797406601

6/18/2017 1,220 162,260 2 757 100,6817406602

6/23/2017 4,372 1,532,206 3 2,265 1,103,0557423301

6/23/2017 4,372 1,532,206 3 857 165,4017423302

6/23/2017 4,372 1,532,206 3 1,250 263,7507423303

6/25/2017 1,210 153,670 1 1,210 153,6707409101

6/25/2017 1,210 89,540 1 1,210 89,5407409101

6/26/2017 1,627 364,982 5 1,229 277,0207232401

6/26/2017 1,627 364,982 5 21 5,5477232402

6/26/2017 1,627 364,982 5 334 71,8047232403

6/26/2017 1,627 364,982 5 3 8077232404

6/26/2017 1,627 364,982 5 40 9,8047232405

6/30/2017 1,863 285,039 1 1,863 285,0390001207

6/30/2017 4,279 1,210,957 2 2,474 700,1420011301

6/30/2017 4,279 1,210,957 2 1,805 510,8150011302

7/1/2017 12 4,152 1 12 4,1520019131

7/2/2017 2,351 108,146 2 1,146 52,7167401203
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5b.  4901:1-10-10(C)(2):  Distribution Circuits Impacted by Transmission Outages

Outage
Start
Date

CI
per

Outage

# of
Impacted
Circuits

IDs for
Impacted
Circuits

CI
per

Circuit

CMI
per

Circuit

CMI
per

Outage

Ohio Power Company
2017Rule 10 Report for

7/2/2017 2,351 108,146 2 1,205 55,4307401204

7/4/2017 590 131,570 1 590 131,5700030572

7/5/2017 3,299 65,980 4 1,020 20,4000003501

7/5/2017 3,299 65,980 4 645 12,9000011201

7/5/2017 3,299 65,980 4 1,480 29,6000011202

7/5/2017 3,299 65,980 4 154 3,0800011805

7/6/2017 4,334 145,854 4 1,100 56,1000033471

7/6/2017 4,334 145,854 4 1,303 27,3630033472

7/6/2017 4,334 145,854 4 1,203 25,2630033473

7/6/2017 4,334 145,854 4 728 37,1280033474

7/13/2017 412 41,612 1 412 41,6127405601

7/13/2017 1,525 150,975 2 929 91,9717400201

7/13/2017 1,525 150,975 2 596 59,0047400202

7/13/2017 2,186 187,996 3 255 21,9307107701

7/13/2017 2,186 187,996 3 619 53,2347107702

7/13/2017 2,186 187,996 3 1,312 112,8327124601

7/13/2017 1,525 22,875 2 929 13,9357400201

7/13/2017 1,525 22,875 2 596 8,9407400202

7/15/2017 1,636 400,820 2 454 111,2307108501

7/15/2017 1,636 400,820 2 1,182 289,5907108502
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5b.  4901:1-10-10(C)(2):  Distribution Circuits Impacted by Transmission Outages

Outage
Start
Date

CI
per

Outage

# of
Impacted
Circuits

IDs for
Impacted
Circuits

CI
per

Circuit

CMI
per

Circuit

CMI
per

Outage

Ohio Power Company
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7/16/2017 2,016 169,344 9 88 7,3927210701

7/16/2017 2,016 169,344 9 166 13,9447210702

7/16/2017 2,016 169,344 9 355 29,8207210704

7/16/2017 2,016 169,344 9 97 8,1487210705

7/16/2017 2,016 169,344 9 189 15,8767210707

7/16/2017 2,016 169,344 9 123 10,3327217901

7/16/2017 2,016 169,344 9 23 1,9327217902

7/16/2017 2,016 169,344 9 172 14,4487217903

7/16/2017 2,016 169,344 9 803 67,4527217904

7/18/2017 252 18,900 1 252 18,9007367002

7/19/2017 285 27,645 1 285 27,6457200601

7/20/2017 1,534 111,982 1 1,534 111,9820007205

7/20/2017 4,950 185,118 5 831 24,9307506601

7/20/2017 4,950 185,118 5 426 12,7807506602

7/20/2017 4,950 185,118 5 1,085 32,5507506603

7/20/2017 4,950 185,118 5 1,077 68,9287513401

7/20/2017 4,950 185,118 5 1,531 45,9307513402

7/22/2017 2 344 1 2 3440031689

7/26/2017 2 156 1 2 1567230201

7/28/2017 1,441 24,497 2 989 16,8137116001
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5b.  4901:1-10-10(C)(2):  Distribution Circuits Impacted by Transmission Outages

Outage
Start
Date

CI
per

Outage

# of
Impacted
Circuits

IDs for
Impacted
Circuits

CI
per

Circuit

CMI
per

Circuit

CMI
per

Outage

Ohio Power Company
2017Rule 10 Report for

7/28/2017 1,441 24,497 2 452 7,6847116002

7/29/2017 1,441 31,702 2 989 21,7587116001

7/29/2017 1,441 31,702 2 452 9,9447116002

8/4/2017 1,364 21,824 2 278 4,4487403501

8/4/2017 1,364 21,824 2 1,086 17,3767432501

8/4/2017 1,638 180,180 2 452 49,7207108501

8/4/2017 1,638 180,180 2 1,186 130,4607108502

8/8/2017 4,204 121,916 6 438 12,7020001202

8/8/2017 4,204 121,916 6 90 2,6100001203

8/8/2017 4,204 121,916 6 1,964 56,9560001205

8/8/2017 4,204 121,916 6 1,296 37,5840001209

8/8/2017 4,204 121,916 6 331 9,5990001213

8/8/2017 4,204 121,916 6 85 2,4650001214

8/19/2017 1,892 253,528 2 1,099 147,2660017901

8/19/2017 1,892 253,528 2 793 106,2620017902

8/20/2017 3,631 84,942 4 1,119 33,2887216104

8/20/2017 3,631 84,942 4 844 19,4127216102

8/20/2017 3,631 84,942 4 275 5,7757216103

8/20/2017 3,631 84,942 4 1,393 26,4677216101

8/21/2017 775 48,050 1 775 48,0507200401
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5b.  4901:1-10-10(C)(2):  Distribution Circuits Impacted by Transmission Outages

Outage
Start
Date

CI
per

Outage

# of
Impacted
Circuits

IDs for
Impacted
Circuits

CI
per

Circuit

CMI
per

Circuit

CMI
per

Outage

Ohio Power Company
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8/22/2017 5,549 1,778,915 6 1,355 429,5357101301

8/22/2017 5,549 1,778,915 6 244 77,3487101302

8/22/2017 5,549 1,778,915 6 1,157 366,7697101303

8/22/2017 5,549 1,778,915 6 1,565 508,6257103601

8/22/2017 5,549 1,778,915 6 1,227 396,3217103602

8/22/2017 5,549 1,778,915 6 1 3177123701

8/24/2017 3,640 77,327 4 1,123 17,7647216104

8/24/2017 3,640 77,327 4 1,396 33,5047216101

8/24/2017 3,640 77,327 4 845 19,4357216102

8/24/2017 3,640 77,327 4 276 6,6247216103

8/26/2017 1,081 155,092 2 509 73,2967201901

8/26/2017 1,081 155,092 2 572 81,7967201902

8/26/2017 1,182 221,034 1 1,182 221,0347426101

8/30/2017 1,181 108,652 1 1,181 108,6527426101

9/5/2017 2,808 536,328 3 847 161,7770014501

9/5/2017 2,808 536,328 3 815 155,6650014502

9/5/2017 2,808 536,328 3 1,146 218,8860014503

9/10/2017 5,585 698,125 4 1,557 194,6257400301

9/10/2017 5,585 698,125 4 44 5,5007423601

9/10/2017 5,585 698,125 4 3,951 493,8757423602
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5b.  4901:1-10-10(C)(2):  Distribution Circuits Impacted by Transmission Outages

Outage
Start
Date

CI
per

Outage

# of
Impacted
Circuits

IDs for
Impacted
Circuits

CI
per

Circuit

CMI
per

Circuit

CMI
per

Outage

Ohio Power Company
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9/10/2017 5,585 698,125 4 33 4,1257430102

9/13/2017 1,632 132,192 2 1,157 93,7177407201

9/13/2017 1,632 132,192 2 475 38,4757407202

9/16/2017 736 210,496 1 736 210,4967423702

9/16/2017 1,082 122,774 2 508 57,9127201901

9/16/2017 1,082 122,774 2 574 64,8627201902

9/17/2017 9,705 1,218,224 8 910 120,1200012902

9/17/2017 9,705 1,218,224 8 1,388 183,2160013101

9/17/2017 9,705 1,218,224 8 2,305 304,2600013102

9/17/2017 9,705 1,218,224 8 904 119,3280017001

9/17/2017 9,705 1,218,224 8 1,870 246,8400017002

9/17/2017 9,705 1,218,224 8 694 91,6080038801

9/17/2017 9,705 1,218,224 8 951 125,5320038802

9/17/2017 9,705 1,218,224 8 683 27,3207730001

9/20/2017 264 2,112 3 163 1,3047201004

9/20/2017 264 2,112 3 51 4087201005

9/20/2017 264 2,112 3 50 4007201006

10/15/2017 481 81,289 2 1 1697232001

10/15/2017 481 81,289 2 480 81,1207234501

10/19/2017 1,387 58,254 2 557 23,3947504702
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5b.  4901:1-10-10(C)(2):  Distribution Circuits Impacted by Transmission Outages

Outage
Start
Date

CI
per

Outage

# of
Impacted
Circuits

IDs for
Impacted
Circuits

CI
per

Circuit

CMI
per

Circuit

CMI
per

Outage

Ohio Power Company
2017Rule 10 Report for

10/19/2017 1,387 58,254 2 830 34,8607740101

10/23/2017 109 30,084 1 109 30,0847516101

11/1/2017 2,551 724,484 3 967 274,6287111201

11/1/2017 2,551 724,484 3 780 221,5207111202

11/1/2017 2,551 724,484 3 804 228,3367120901

11/1/2017 9,259 3,707,804 8 908 373,1880012902

11/1/2017 9,259 3,707,804 8 1,385 583,0850013101

11/1/2017 9,259 3,707,804 8 2,266 956,2520013102

11/1/2017 9,259 3,707,804 8 903 328,6920017001

11/1/2017 9,259 3,707,804 8 1,871 684,7860017002

11/1/2017 9,259 3,707,804 8 695 290,5100038801

11/1/2017 9,259 3,707,804 8 946 393,5360038802

11/1/2017 9,259 3,707,804 8 285 97,7557409601

11/12/2017 3,227 478,864 2 1,959 289,932328402

11/12/2017 3,227 478,864 2 1,268 188,932328401

11/13/2017 3 249 1 3 2490008131

11/19/2017 563 161,581 1 563 161,5810015402

11/21/2017 9,101 2,223,356 7 909 139,0770012902

11/21/2017 9,101 2,223,356 7 1,385 545,6900013101

11/21/2017 9,101 2,223,356 7 2,246 844,4960013102
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5b.  4901:1-10-10(C)(2):  Distribution Circuits Impacted by Transmission Outages

Outage
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CI
per

Outage

# of
Impacted
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IDs for
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per
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CMI
per

Outage
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11/21/2017 9,101 2,223,356 7 1,047 160,1910017001

11/21/2017 9,101 2,223,356 7 1,870 282,3700017002

11/21/2017 9,101 2,223,356 7 695 106,3350038801

11/21/2017 9,101 2,223,356 7 949 145,1970038802

12/2/2017 618 205,794 1 618 205,7947216201

12/12/2017 2,188 19,237 3 252 1,7647107701

12/12/2017 2,188 19,237 3 629 4,4037107702

12/12/2017 2,188 19,237 3 1,307 13,0707124601

12/14/2017 1 242 1 1 2427123701

12/22/2017 1,217 164,295 1 1,217 164,2957515401

12/25/2017 6,307 44,149 5 755 5,2857401401

12/25/2017 6,307 44,149 5 1,743 12,2017401402

12/25/2017 6,307 44,149 5 1,600 11,2007401403

12/25/2017 6,307 44,149 5 1,579 11,0537401404

12/25/2017 6,307 44,149 5 630 4,4107401405

Notes: Note (1):Excludes Major Event Outages.
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5c.  4901:1-10-10(C)(2):  Index values during transmission outages

Ohio Power Company
2017Rule 10 Report for

Outage start date CAIDI during outage SAIFI during outage

1/4/2017 27.00 0.0010

1/11/2017 59.00 0.0010

1/11/2017 36.00 0.0010

1/11/2017 44.00 0.0000

1/12/2017 141.00 0.0000

1/12/2017 22.00 0.0010

2/7/2017 123.00 0.0020

2/17/2017 197.00 0.0010

2/18/2017 81.00 0.0010

2/25/2017 300.00 0.0010

3/9/2017 21.00 0.0010

3/10/2017 15.00 0.0040

3/17/2017 151.00 0.0010

3/24/2017 253.00 0.0010

4/2/2017 41.00 0.0020

4/5/2017 126.00 0.0010

4/5/2017 177.00 0.0000

4/9/2017 106.00 0.0010

4/9/2017 129.00 0.0010

4/22/2017 364.00 0.0000

4/27/2017 1,876.00 0.0000

4/29/2017 146.00 0.0100

4/29/2017 104.00 0.0020

5/1/2017 339.00 0.0010

5/1/2017 761.00 0.0020

5/2/2017 138.00 0.0040

5/2/2017 111.00 0.0010

5/2/2017 142.00 0.0000

5/18/2017 290.00 0.0030
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5c.  4901:1-10-10(C)(2):  Index values during transmission outages

Ohio Power Company
2017Rule 10 Report for

Outage start date CAIDI during outage SAIFI during outage

5/18/2017 409.00 0.0000

5/18/2017 1,733.00 0.0010

5/31/2017 268.00 0.0010

6/1/2017 81.00 0.0010

6/4/2017 589.00 0.0000

6/4/2017 102.00 0.0000

6/4/2017 23.00 0.0000

6/5/2017 420.00 0.0000

6/5/2017 20.00 0.0000

6/5/2017 10.00 0.0000

6/5/2017 246.00 0.0010

6/5/2017 1,157.00 0.0010

6/13/2017 238.00 0.0030

6/13/2017 66.00 0.0030

6/13/2017 229.00 0.0010

6/14/2017 106.00 0.0000

6/16/2017 344.00 0.0020

6/18/2017 310.00 0.0000

6/18/2017 133.00 0.0010

6/23/2017 350.00 0.0030

6/25/2017 127.00 0.0010

6/25/2017 74.00 0.0010

6/26/2017 224.00 0.0010

6/30/2017 153.00 0.0010

6/30/2017 283.00 0.0030

7/1/2017 346.00 0.0000

7/2/2017 46.00 0.0020

7/4/2017 223.00 0.0000

7/5/2017 20.00 0.0020
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5c.  4901:1-10-10(C)(2):  Index values during transmission outages

Ohio Power Company
2017Rule 10 Report for

Outage start date CAIDI during outage SAIFI during outage

7/6/2017 34.00 0.0030

7/13/2017 101.00 0.0000

7/13/2017 99.00 0.0010

7/13/2017 86.00 0.0010

7/13/2017 15.00 0.0010

7/15/2017 245.00 0.0010

7/16/2017 84.00 0.0010

7/18/2017 75.00 0.0000

7/19/2017 97.00 0.0000

7/20/2017 73.00 0.0010

7/20/2017 37.00 0.0030

7/22/2017 172.00 0.0000

7/26/2017 78.00 0.0000

7/28/2017 17.00 0.0010

7/29/2017 22.00 0.0010

8/4/2017 16.00 0.0010

8/4/2017 110.00 0.0010

8/8/2017 29.00 0.0030

8/19/2017 134.00 0.0010

8/20/2017 23.00 0.0020

8/21/2017 62.00 0.0010

8/22/2017 321.00 0.0040

8/24/2017 21.00 0.0020

8/26/2017 143.00 0.0010

8/26/2017 187.00 0.0010

8/30/2017 92.00 0.0010

9/5/2017 191.00 0.0020

9/10/2017 125.00 0.0040

9/13/2017 81.00 0.0010
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5c.  4901:1-10-10(C)(2):  Index values during transmission outages

Ohio Power Company
2017Rule 10 Report for

Outage start date CAIDI during outage SAIFI during outage

9/16/2017 286.00 0.0000

9/16/2017 113.00 0.0010

9/17/2017 126.00 0.0070

9/20/2017 8.00 0.0000

10/15/2017 169.00 0.0000

10/19/2017 42.00 0.0010

10/23/2017 276.00 0.0000

11/1/2017 284.00 0.0020

11/1/2017 400.00 0.0060

11/12/2017 148.00 0.0020

11/13/2017 83.00 0.0000

11/19/2017 287.00 0.0000

11/21/2017 244.00 0.0060

12/2/2017 333.00 0.0000

12/12/2017 9.00 0.0010

12/14/2017 242.00 0.0000

12/22/2017 135.00 0.0010

12/25/2017 7.00 0.0040

Notes: Note (1): Excludes Major Event Outages
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6a.  4901:1-10-10(C)(3)(a):  Data excluding major events and transmission outages

Outage Cause Events Customers Interrupted

Ohio Power Company
2017Rule 10 Report for

Customers MInutes
Interrupted

Accidental Ground 144 35,473 2,422,284

Animal/Bird 3,800 150,673 16,456,348

Corrosion 25 166 60,536

Customer Equipment 56 3,151 219,162

Distribution Source 16 11,455 1,625,676

Equipment Hardware Failure 8,038 518,029 74,033,978

Facilitation of Work 45 3,138 246,397

Fire/Police 62 2,897 604,394

Flooding/Slide 12 1,237 372,044

High Winds 62 3,087 1,546,599

Lightning 793 36,489 7,204,734

Object in Line 90 13,000 891,898

Operations Incident 19 4,899 146,564

Other 58 21,631 1,831,270

Other Utility 19 4,683 645,033

Overload 46 1,108 134,853

Scheduled/Planned 11,238 169,166 16,437,886

Tree/Vegetation Removal 128 2,972 613,481

Trees Inside RoW 494 18,092 3,758,609

Trees Outside RoW 5,955 295,081 64,464,058

UG, Const/Dig-ins 276 10,995 1,820,891

Unbalance 1 1 55

Unknown 3,569 158,144 18,693,697
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6a.  4901:1-10-10(C)(3)(a):  Data excluding major events and transmission outages

Outage Cause Events Customers Interrupted

Ohio Power Company
2017Rule 10 Report for

Customers MInutes
Interrupted

Unknown By Weather 682 50,990 8,460,464

Vandalism 133 318 39,326

Vehicle Accident/Auto Damage 950 178,659 24,849,540

Notes:
36,711 1,695,534 247,579,777Totals:

"Corrosion" and "Facilitation of Work" are new causes.
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6b.  4901:1-10-10(C)(3)(b):  Data for major events only

Outage Cause Events Customers Interrupted

Ohio Power Company
2017Rule 10 Report for

Customers MInutes
Interrupted

Accidental Ground 4 969 37,604

Animal/Bird 63 647 127,743

Corrosion 1 12 9,840

Distribution Source 1 240 112,083

Equipment Hardware Failure 386 34,416 8,640,887

Fire/Police 4 453 52,096

Flooding/Slide 2 45 17,321

High Winds 47 4,897 2,511,093

Lightning 216 14,831 4,089,413

Object in Line 7 1,044 349,042

Other 11 10,322 1,119,943

Other Utility 1 12 2,520

Scheduled/Planned 88 6,249 1,075,656

Tree/Vegetation Removal 3 34 13,669

Trees Inside RoW 153 6,595 3,732,221

Trees Outside RoW 1,354 91,427 46,584,383

UG, Const/Dig-ins 1 1 736

Unknown 112 7,353 1,805,603

Unknown By Weather 367 64,708 19,138,419

Vandalism 6 6 1,838

Vehicle Accident/Auto Damage 25 5,367 589,206

Notes:
2,852 249,628 90,011,316Totals:

"Corrosion" is a new cause.
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6c.  4901:1-10-10(C)(3)(c):  Data for transmission outages only

Outage Cause Events Customers Interrupted

Ohio Power Company
2017Rule 10 Report for

Customers MInutes
Interrupted

Accidental Ground 12 9,093 1,400,357

Animal/Bird 4 2,852 294,452

Equipment Hardware Failure 77 69,241 13,622,961

High Winds 7 2,468 3,735,149

Lightning 18 8,647 1,865,027

Other 11 10,377 434,913

Other Utility 2 590 131,570

Scheduled/Planned 50 31,508 2,937,235

Trees Inside RoW 11 5,138 1,437,800

Trees Outside RoW 34 22,487 4,546,864

Unknown 24 22,604 1,776,038

Unknown By Weather 30 20,798 4,866,111

Vandalism 5 4,950 185,118

Vehicle Accident/Auto Damage 6 4,520 236,379

Notes:
291 215,273 37,469,974Totals:
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7.  4901:1-10-10(C)(4):  Momentary Interruptions

Data regarding momentary outages is not availableNotes:

Total Number =
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