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Ms. Renee Jenkins 
Public Utilities Commission of Ohio 
Administration/Docketing 
180 East Broad Street, 13^ Floor 
Columbus, OH 43215-3793 

Re: Case No. 07-252-WS-UNC 
Ohio American Water Company 
Stipulation Page No. 16, f 13D 

Dear Ms. Jenkins: 

Pursuant to the Commission's March 7,2007 Opinion and Order in Case No. 
06-433-WS-AIR, Ohio American Water Company herewith submits for 
filing the June 2007 Hardness Report for the Lake Darby district. 

If you have any questions, please call me at the number listed above. 

Sincerely, 

Sally W. Bloomfield 

Enclosure 

cc: Parties of Record (w/Enclosure) 

This i s t o c e r t i f y t h a t the images appearing a re an 
accura te and complete reproduct ion of a c&.̂ e j .xle 
ciocum-snt del ivered in the rejjular course o£ l^usxsiejs^. 
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Ohio American Water Co. 
Franldin County Operations 

Lake Darby Water Treatment Plant 
PWSID#2502612 

Reporting 
Period 

June 2007 

Date 
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Plant Process Control 
Concentration (mg/l)* 
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"All Hardness analyses were done using Standard U 

Centra} Laboratory 
Concentration 

[rnqny 
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130 
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142 
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132 
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142 
142 
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Min. 
Max 

Average 
% Above 150 mg/l 
% Below 120 mg/l 
ethods. 20th Ed., Method 2 

Average Daily 
Plant Finished 

Water Hardness 
tmg/L) 

133 
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142 
132 
139 
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0.0 
340c (Hardness as CaCO; 
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