


















Exhibit 1 Customer Legal Entity Name:   J H Routh Packaging Company

Site Address: J H Routh Packaging Company
Principal Address: 4413 W Bogart Road

Project 
No. Project Name

Narrative description of your program including, but not limited to, 
make, model, and year of any installed and replaced equipment:

Description of methodologies, protocols and practices 
used in measuring and verifying project results

What date would you have replaced your 
equipment if you had not replaced it early? 

Also, please explain briefly how you 
determined this future replacement date.

Please describe the less efficient new 
equipment that you rejected in favor of 

the more efficient new equipment.

1 Install energy efficient motors. Replace (14) standard efficiency motors with high energy efficient to help reduce energy 
costs.

SEE ATTACHED Excel Spreadsheet 
JHRouth_EngineeringCalculations_Project1_Project2_Project3.

The motors were fully functional and would last 
approximately to 2017. N/A

2 Variable Frequency Drives Installed variable frequency drives for energy savings (13) drives installed. SEE ATTACHED Excel Spreadsheet 
JHRouth_EngineeringCalculations_Project1_Project2_Project3. Installation of new variable frequency drives N/A

3 Air Conditioner upgrade Remove old 12.5 ton non energy efficient air conditioner (15.46kw). Install new 12.5 ton 
energy efficient air conditioner (13.64kw).

SEE ATTACHED Excel Spreadsheet 
JHRouth_EngineeringCalculations_Project1_Project2_Project3.

Replacement of old non energy equipment would have 
been 2017 for new energy saving equipment. N/A

4 Lighting upgrade. Removed 400 watt metal halide bulbs and replaced with 360 watt bulbs for energy 
savings. 

SEE ATTACHED Excel Spreadsheet 
JHRouth_EnhancedNonstandardLightingCalculator_Project4

Replaced 400 watt bulbs with 360 watt bulbs for early 
energy savings. Bulbs would have been replaced over a 
(5) year period through 2017.

N/A

5 Lighting upgrade manufacturing areas Replaced multiple lighting fixtures/bulbs with new energy efficient fixtures/bulbs. (see 
attached lighting calculator)

SEE ATTACHED Excel Spreadsheet 
JHRouth_EnhancedNonstandardLightingCalculator_Project5

Project would have been completed 2017. Replaced early 
for energy savings. N/A
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Customer Legal Entity Name:   J H Routh Packaging Company

Site: J H Routh Packaging Company

Principal Address: 4413 W Bogart Road

Unadjusted Usage, kwh 
(A)

Weather Adjusted Usage, 
kwh (B)

Weather Adjusted 
Usage with Energy 

Efficiency Addbacks, 
kwh (C)

Note 1

2011 11,805,426 11,805,426 11,811,146
2010 11,462,185 11,462,185 11,462,185
2009 11,908,708 11,908,708 11,908,708

Average 11,725,440 11,725,440 11,727,346

1 Install energy efficient motors. 11/30/2011 $6,878 25,418                          25,418                           5                                     

2 Variable Frequency Drives 10/20/2012 $5,724 220,547                        220,547                         -                                  

3 Air Conditioner upgrade 08/10/2011 $6,841 6,711                            6,711                             1                                     

4 Lighting upgrade. 12/15/2011 $1,067 18,115                          18,115                           3                                     

5 Lighting upgrade manufacturing areas 07/15/2012 $177,864 1,102,542                     1,102,542                      147                                 

-                                -                                 -                                  

-                                -                                 -                                  

Total 1,373,333 1,373,333 156 $0

Docket No. 13-0444
Savings as percent of 

usage 11.7% Note 2

Site: 4413 W Bogart Road
= Total (D) divided by 

Average (C)

107 Month(s) Note 3

Notes

Commitment 
Payment

$

Exhibit 2

Utility Peak Demand 
Reduction 

Contribution, KW

KWh Saved/Year (D)
eligible for incentiveProject Cost $In-Service DateProject NameProject Number

KWh Saved/Year
Counting towards 
Utility compliance

Customer Eligible Exemption Period:

(1) Customer's usage is adjusted to account for the effects of the energy efficiency programs included in this application.  When applicable, such adjustments are prorated to the in-service date to account for partial year savings.

(2)   Savings as a percent of usage is equal to the of total project savings (D) divided by the 3 year average Weather Adjusted Usage with Energy Efficiency Addbacks (C).

(3)  Customer exemption determined by savings percentage in relation to energy efficiency schedule as set forth in O.R.C.
4928.66(A)(1)(a).

(4) The exemption period reflects the maximum potential exemption period. NOTE: The FirstEnergy Utilities cannot guarantee the length of the exemption period that will ultimately be approved by the Commission.
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Exhibit 3 Utility Cost Test

UCT = Utility Avoided Costs / Utility Costs 

Project

Total Annual 
Savings, MWh

Utility Avoided 
Cost           

$/MWh

Utility Avoided Cost
$

Utility Cost
$

Cash Rebate
$

Administrator 
Variable Fee

$

Total Utility 
Cost

$
UCT

(A) (B) (C) (D) (E) (F) (G) (H)
1 25 308$             7,836$               810$              $0 $254 1,064$        7.4
2 221 308$             67,990$             810$              $0 $2,205 3,015$        22.55
3 7 308$             2,069$               810$              $0 $67 877$           2.36
4 18 308$             5,584$               810$              $0 $181 991$           5.63
5 1,103 308$             339,892$           810$              $0 $11,025 11,835$      28.72

Total 1,373 308$            423,371           4,050           $0 $13,733 17,783       23.8

Notes
(A) From Exhibit 2, = kWh saved / 1000
(B)

(C)  = (A) * (B)
(D)

(E)
(F)

(G)
(H) =(C) / (G)

J H Routh Packaging Company ~ J H Routh Packaging Company
Docket No. 13-0444

Site: 4413 W Bogart Road

This value represents avoided energy costs (wholesale energy prices) from the Department of Energy, Energy
Information Administration’s 2009 Annual Energy Outlook (AEO) low oil prices case. The AEO represents a
national average energy price, so for a better representation of the energy price that Ohio customers would
see, a Cinergy Hub equivalent price was derived by applying a ratio based on three years of historic national
average and Cinergy Hub prices.This value is consistent with avoided cost assumptions used in EE&PDR
Program Portfolio and Initial Benchmark Report, filed Dec 15, 2009 (See Section 8.1, paragraph a).

Represents the utility's costs incurred for self-directed mercantile applications for applications filed and
applications in progress. Includes incremental costs of legal fees, fixed administrative expenses, etc. 

= (D) + (E) + (F)

Based on approximate Administrator's variable compensation for purposes of calculating the UCT, actual
compensation may be less.

This is the amount of the cash rebate paid to the customer for this project.
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Company J H Routh
Project Summary

Project Install Energy Efficient Motors 1 TOTAL OLD KW 53.45 250,140.60     KWh OLD TOTAL 
Project # 1 TOTAL NEW KW- 48.02 (-) 224,722.62     KWh NEW
Date Completed 11/30/2011 REDUCED KW 5.43 25,417.98       KWh REDUCED
Project Cost $6,878.00

Project Install VFD Drives 2 TOTAL OLD KW 74.41 412,237.44     KWh OLD TOTAL 
Project # 2 TOTAL NEW KW- 74.41 (-) 191,690.41     KWh NEW TOTAL
Date Completed 12/1/2011 REDUCED KW 0.00 220,547.03     KWh REDUCED
Project Cost $5,724.00

Project High Efficient Air Conditioner Replacement 3 TOTAL OLD KW 15.46 56,783.51       KWh OLD TOTAL 
Project # 3 TOTAL NEW KW- 13.64 (-) 50,072.73       KWH NEW
Date Completed 8/10/2011 REDUCED KW 1.83 6,710.78         KWh REDUCED
Project Cost $6,841.00

Project Replace 400 watt lamps with  360 watt lamps 4 TOTAL OLD KW 21.60 161,740.80     KWh OLD TOTAL 
Project # 4 TOTAL NEW KW 19.18 143,625.80     KWH NEW
Date Completed 12/15/2011 REDUCED KW 2.42 18,115.00       KWh REDUCED
Project Cost $1,067.00

Project Replace multiple fixtures/bulbs see lighting calculator
Project # 5 5 TOTAL OLD KW 232.1 1,737,815.04  KWh OLD TOTAL 
Date Completed 7/15/2012 TOTAL NEW KW- 84.84 (-) 635,273.04     KWH NEW
Project Cost $177,864.00 REDUCED KW 147.24 1,102,542.00  KWh REDUCED

Project Totals

Project # OLD KW NEW KW
REDUCED 

KW OLD KWH NEW KWH KWh REDUCED

Install Energy Efficient Motors 1 53.45 (-) 48.02 (=) 5.43 250,140.60     (-) 224,722.62        (=) 25,417.98              
Install VFD Drives 2 74.41 (-) 74.41 (=) 0.00 412,237.44     (-) 191,690.41        (=) 220,547.03            
High Efficient Air Conditioner Replacement 3 15.46 (-) 13.64 (=) 1.83 56,783.51       (-) 50,072.73          (=) 6,710.78                
Metal Halide replacement bulbs 4 21.60 (-) 19.18 (=) 2.42 161,740.80     (-) 143,625.80        (=) 18,115.00              
Replace Multiple lighting fixtures/bulbs see lighting calvulator 5 232.08 (-) 84.84 (=) 147.24 1,737,815.04  (-) 635,273.04        (=) 1,102,542.00         

Project Totals 397.01 (-) 240.09 (=) 156.92 2,618,717.38  (-) 1,245,384.59     (=) 1,373,332.79         KWH TOTAL REDUCED

KWH TOTAL REDUCED 1,373,332.79  ÷ 11,725,440.00   Annual Average KWh 0.12         12%

METHENY INC
Steve Metheny
1-440-477-4510

Project #



Company J H Routh

Project Install Energy Efficient Motors
Project # 1
Date Completed 12/1/2011
Project Cost $6,878.00

Date NEW NEW OLD OLD
Date Invoice Installed Cost RPM HP KW/HP Efficiency KW RLF Hours KWh HP KW/HP Efficiency KW RLF Hours KWh

2/6/2008 692839 2/20/2008 $528.32 1800 5 x 0.746 ÷ 89.50% (=) 4.17 x 0.75 x 6240 (=) 19,504.36         7.5 x 0.746 ÷ 87.50% (=) 6.39 x 0.75 x 6240 (=) 29,925.26        
4/2/2008 695965 4/16/2008 $528.32 1800 5 x 0.746 ÷ 89.50% (=) 4.17 x 0.75 x 6240 (=) 19,504.36         7.5 x 0.746 ÷ 87.50% (=) 6.39 x 0.75 x 6240 (=) 29,925.26        

10/23/2009 721758 11/15/2009 $563.59 1800 7.5 x 0.746 ÷ 91.70% (=) 6.10 x 0.75 x 6240 (=) 28,554.63         7.5 x 0.746 ÷ 89.50% (=) 6.25 x 0.75 x 6240 (=) 29,256.54        
11/9/2009 722471 12/1/2009 $633.59 3450 7.5 x 0.746 ÷ 91.70% (=) 6.10 x 0.75 x 6240 (=) 28,554.63         7.5 x 0.746 ÷ 89.50% (=) 6.25 x 0.75 x 6240 (=) 29,256.54        
9/28/2010 128110 10/15/2010 $328.84 1800 10 x 0.746 ÷ 91.70% (=) 8.14 x 0.75 x 6240 (=) 38,072.85         10 x 0.746 ÷ 89.50% (=) 8.34 x 0.75 x 6240 (=) 39,008.72        
10/4/2010 128145 10/28/2010 $228.05 1800 5 x 0.746 ÷ 89.50% (=) 4.17 x 0.75 x 6240 (=) 19,504.36         5 x 0.746 ÷ 87.50% (=) 4.26 x 0.75 x 6240 (=) 19,950.17        

12/11/2010 128479 12/20/2010 $432.69 1800 3 x 0.746 ÷ 89.50% (=) 2.50 x 0.75 x 6240 (=) 11,702.61         3 x 0.746 ÷ 87.50% (=) 2.56 x 0.75 x 6240 (=) 11,970.10        
2/9/2011 744958 2/25/2011 $395.81 1800 2 x 0.746 ÷ 86.50% (=) 1.72 x 0.75 x 6240 (=) 8,072.32           2 x 0.746 ÷ 84.00% (=) 1.78 x 0.75 x 6240 (=) 8,312.57          

4/27/2011 749281 5/15/2011 $1,105.66 3600 3 x 0.746 ÷ 89.50% (=) 2.50 x 0.75 x 6240 (=) 11,702.61         3 x 0.746 ÷ 87.50% (=) 2.56 x 0.75 x 6240 (=) 11,970.10        
5/12/2011 750054 5/28/2011 $431.88 1800 2 x 0.746 ÷ 86.50% (=) 1.72 x 0.75 x 6240 (=) 8,072.32           2 x 0.746 ÷ 84.00% (=) 1.78 x 0.75 x 6240 (=) 8,312.57          
5/23/2011 750537 5/23/2011 $410.97 3600 3 x 0.746 ÷ 89.50% (=) 2.50 x 0.75 x 6240 (=) 11,702.61         3 x 0.746 ÷ 87.50% (=) 2.56 x 0.75 x 6240 (=) 11,970.10        
9/12/2011 756415 9/27/2011 $397.14 1800 2 x 0.746 ÷ 86.50% (=) 1.72 x 0.75 x 6240 (=) 8,072.32           2 x 0.746 ÷ 84.00% (=) 1.78 x 0.75 x 6240 (=) 8,312.57          

11/16/2011 760021 11/30/2011 $895.96 1200 3 x 0.746 ÷ 89.50% (=) 2.50 x 0.75 x 6240 (=) 11,702.61         3 x 0.746 ÷ 87.50% (=) 2.56 x 0.75 x 6240 (=) 11,970.10        
Total Project Cost $6,880.82 Total NEW KW 48.02 Total NEW KWh 224,722.62     Total OLD KW 53.45 Total OLD KWh 250,140.60    

Calculation Data  
Technical Reference Manual Total OLD KWh 250,140.60     Total OLD KW 53.45
2nd Edition  New KWh (-) 224,722.62     Total NEW KW - 48.02
Pages 265--268 Total Reduced KWh 25,417.98       Total Reduced KW 5.43

METHENY INC
Steve Metheny
1-440-477-4510



Company J H Routh Steve Metheny
1-440-477-4510

Project Install VFD Drives
Project # 2
Date Completed 12/1/2011
Project Cost $5,724.00

Invoice OLD ESF
Date Invoice Installed Cost HP KW/HP Efficiency KW Hours KWh VFD Reduced KHh

6/25/2010 127602 7/1 2010 $361.09 5 x 0.746 ÷ 87.50% (=) 4.26 x 6240 (=) 26,600.23    x 0.535 (=) 14,231.12     
9/21/2010 128072 10/1/2010 $570.37 10 x 0.746 ÷ 89.50% (=) 8.34 x 6240 (=) 52,011.62    x 0.535 (=) 27,826.22     
9/24/2010 128101 10/1/2010 $570.37 10 x 0.746 ÷ 89.50% (=) 8.34 x 6240 (=) 52,011.62    x 0.535 (=) 27,826.22     
10/1/2010 128137 10/15/2010 $977.99 15 x 0.746 ÷ 91.00% (=) 12.30 x 6240 (=) 76,731.43    x 0.535 (=) 41,051.31     

11/24/2010 128375 12/1/2010 $547.56 10 x 0.746 ÷ 89.50% (=) 8.34 x 6240 (=) 52,011.62    x 0.535 (=) 27,826.22     
3/2/2011 128729 3/15/2011 $214.87 1 x 0.746 ÷ 82.50% (=) 0.90 x 6240 (=) 5,642.47       x 0.535 (=) 3,018.72       
7/3/2011 129390 7/15/2011 $214.87 1 x 0.746 ÷ 82.50% (=) 0.90 x 6240 (=) 5,642.47       x 0.535 (=) 3,018.72       

11/16/2011 130111 12/1/2011 $312.00 3 x 0.746 ÷ 87.50% (=) 2.56 x 6240 (=) 15,960.14    x 0.535 (=) 8,538.67       
2/2/2012 130591 2/9/2012 $214.87 1 x 0.746 ÷ 82.50% (=) 0.90 x 6240 (=) 5,642.47       x 0.535 (=) 3,018.72       

6/21/2012 131384 6/28/2012 $42.54 3 x 0.746 ÷ 87.50% (=) 2.56 x 6240 (=) 15,960.14    x 0.535 (=) 8,538.67       
9/12/2012 131884 9/19/2012 $570.37 10 x 0.746 ÷ 89.50% (=) 8.34 x 6240 (=) 34,674.41    x 0.535 (=) 18,550.81     
9/19/2012 131918 9/28/2012 $556.31 10 x 0.746 ÷ 89.50% (=) 8.34 x 6240 (=) 34,674.41    x 0.535 (=) 18,550.81     
10/8/2012 132008 10/15/2012 $570.37 10 x 0.746 ÷ 89.50% (=) 8.34 x 6240 (=) 34,674.41    x 0.535 (=) 18,550.81     

Total Cost $5,723.58 KW 74.41 412,237.44  220,547.03   Total Reduced KWh

Calculation Data  
Technical Reference Manual 412,237.44  KWh Old 
2nd Edition  (-) 220,547.03  KWh Reduced
Pages 207- 209 191,690.41  KWh NEW

METHENY INC



Company J H Routh
Project High Efficient Air Conditioner Replacement
Project # 3
Date Completed 8/10/2011
Project Cost $6,841.00

PO # 12620646

OLD Tons KBtu/ToKbtu/h EER KW Hours KWh
12.5 x 12 (=) 150 ÷ 9.7 (=) 15.46 x 3672 (=) 56,783.51   

NEW 12.5 x 12 (=) 150 ÷ 11 (=) 13.64 x 3672 (=) 50,072.73   

1.83 KW Reduced 6,710.78     KWh Reduced

Calculation Data  15.46 KW OLD 56,783.51   KWh OLD
Technical Reference Manual (-) 13.64 KW NEW (-) 50,072.73   KWH NEW
2nd Edition  1.83 KW REDUCED 6,710.78     KWh REDUCED

Pages 194 - 196

METHENY INC
Steve Metheny
1-440-477-4510



Company J H Routh
Project Replace 400 watt lamps with 360 watt lamps
Project # 4
Date Completed 12/15/2011
Project Cost $1,067.00

See attached Lighting calculator

TOTAL OLD KW 21.60 161,740.80 KWh OLD TOTAL 
TOTAL NEW KW- 19.18                (-) 143,625.80  KWH NEW

REDUCED KW 2.42 18,115.00 KWh REDUCED



Company J H Routh
Project Upgrade Plant Lighting
Project # 5
Date Completed 7/15/2012
Project Cost $177,864.00

See attached Lighting calculator

TOTAL OLD KW 232.08 1,737,815.04     KWh OLD TOTAL 
TOTAL NEW KW- 84.838 (-) 635,273.04       KWH NEW

REDUCED KW 147.242 1,102,542.00     KWh REDUCED



Lighting Form

Instructions: Please use one line for each fixture type in a room or area

For existing or proposed control, choose OCC for Occupany Sensor, DAY for photosensor, Hi-Lo for bi-level sensors or NONE for none. Controls in spaces where existing controls exist do not qualify.  

The total of Column S, the quantities of CFLs and exit signs in Column M, and the quantities of sensors in Column R, will be used to calculate your incentive on the NonStandard Lighting form.

Line 
Item 

New Construction 
or Retrofit

Building Address Floor Area Description Space Description Interior or Exterior 
Fixture

Predominant Space Type Exterior Lighting Description
(Exterior Lighting Only)

Area Cooling Pre Fixture 
Qty

Pre Fixture Code Pre Watts / 
Fixture

(W)

Pre kW / 
Space
(kW)

Existing 
Control
drop down

Existing 
Sensor 

Quantity
When applicable

Lighting Power Density
(W/unit)

Baseline kW 
/ Space

(kW)

Post 
Fixture 

Qty

Post Fixture Code Post Watts/ 
Fixture

(W)

Post kW / 
Space
(kW)

Are 
Occupancy 

Sensors 
Required 
by Code?

Proposed 
Control
drop down

Proposed 
Sensor 

Quantity
When applicable

Change in 
Connected Load

(kW)

Applicant 
Coincidence 

Factor
(CF)

Estimate

Coincidence 
Factor

Interactive 
Factor 

(demand)

Interactive 
Factor 

(energy)

Pre 
Controls 

Factor

Post 
Controls 

Factor

Demand 
Savings

(kW)

Applicant 
Equivalent 
Full Load 

Hours 
(EFLH) 

Estimate

Prescribed 
Equivalent 
Full Load 

Hours

Annual kWh 
Saved

e.g. Retrofit 400 North Street 2 Office Other Interior Office - Small Cooled Space 3 F44ILL 112 0.34 NONE 5,000 0.00 3 CFT55/1-BX 56 0.17 No OCC 3 0.17 84% 84% 34% 12% 0% 30% 0.19 2,808 3,435 646 1
e.g. New Construction Example 1 Restaurant Conference, Meeting or Training Room Exterior Retail - Small Builing facades (liner ft based) Cooled Space 5 Example Cut Sheet 1 OCC 5 500 linear ft 3.8 1.88 5 Example Cut Sheet 2 25 0.13 Yes DAY 5 1.75 88% 89% 34% 12% 0% 0% 2.09 8,760 3,068 6,013 1A

1 Retrofit 4413 W. Bogart Rd 2 Cut Floor 1 Other Interior Other - Please estimate CF and EFLH Cooled Space 54 cut sheet 1 400 21.60 NONE 0.00 54 Cut Sheet 2 360 19.44 No NONE 2.16 100% 100% 34% 12% 0% 0% 2.89 7,488 7,488 18,115
2 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
3 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
4 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
5 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
6 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
7 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
8 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
9 0.00 NONE 0.00 NONE 0.00 100% 7,488 0

10 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
11 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
12 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
13 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
14 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
15 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
16 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
17 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
18 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
19 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
20 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
21 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
22 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
23 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
24 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
25 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
26 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
27 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
28 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
29 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
30 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
31 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
32 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
33 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
34 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
35 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
36 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
37 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
38 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
39 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
40 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
41 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
42 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
43 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
44 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
45 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
46 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
47 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
48 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
49 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
50 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
51 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
52 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
53 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
54 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
55 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
56 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
57 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
58 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
59 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
60 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
61 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
62 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
63 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
64 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
65 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
66 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
67 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
68 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
69 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
70 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
71 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
72 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
73 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
74 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
75 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
76 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
77 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
78 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
79 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
80 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
81 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
82 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
83 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
84 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
85 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
86 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
87 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
88 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
89 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
90 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
91 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
92 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
93 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
94 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
95 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
96 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
97 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
98 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
99 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
100 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
101 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
102 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
103 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
104 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
105 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
106 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
107 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
108 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
109 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
110 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
111 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
112 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
113 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
114 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
115 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
116 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
117 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
118 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
119 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
120 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
121 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
122 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
123 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
124 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
125 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
126 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
127 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
128 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
129 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
130 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
131 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
132 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
133 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
134 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
135 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
136 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
137 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
138 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
139 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
140 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
141 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
142 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
143 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
144 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
145 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
146 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
147 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
148 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
149 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
150 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
151 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
152 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
153 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
154 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
155 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
156 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
157 0.00 NONE 0.00 NONE 0.00 100% 7,488 0
158 0.00 NONE 0.00 NONE 0.00 0
159                                                                                      0.00 NONE 0.00 NONE 0.00 0
160 0.00 NONE 0.00 NONE 0.00 0
161 0.00 NONE 0.00 NONE 0.00 0
162 0.00 NONE 0.00 NONE 0.00 0
163 0.00 NONE 0.00 NONE 0.00 0
164 0.00 NONE 0.00 NONE 0.00 0
165 0.00 NONE 0.00 NONE 0.00 0
166 0.00 NONE 0.00 NONE 0.00 0
167 0.00 NONE 0.00 NONE 0.00 0
168 0.00 NONE 0.00 NONE 0.00 0
169 0.00 NONE 0.00 NONE 0.00 0
170 0.00 NONE 0.00 NONE 0.00 0
171 0.00 NONE 0.00 NONE 0.00 0
172 0.00 NONE 0.00 NONE 0.00 0
173 0.00 NONE 0.00 NONE 0.00 0
174 0.00 NONE 0.00 NONE 0.00 0
175 0.00 NONE 0.00 NONE 0.00 0
176 0.00 NONE 0.00 NONE 0.00 0
177 0.00 NONE 0.00 NONE 0.00 0
178 0.00 NONE 0.00 NONE 0.00 0
179 0.00 NONE 0.00 NONE 0.00 0
180 0.00 NONE 0.00 NONE 0.00 0
181 0.00 NONE 0.00 NONE 0.00 0
182 0.00 NONE 0.00 NONE 0.00 0
183 0.00 NONE 0.00 NONE 0.00 0
184 0.00 NONE 0.00 NONE 0.00 0
185 0.00 NONE 0.00 NONE 0.00 0
186 0.00 NONE 0.00 NONE 0.00 0
187 0.00 NONE 0.00 NONE 0.00 0
188 0.00 NONE 0.00 NONE 0.00 0
189 0.00 NONE 0.00 NONE 0.00 0
190 0.00 NONE 0.00 NONE 0.00 0

Units
e.g. Square Feet

(ft2)

If multiple fixture types are used, 
please only enter the total 

area/distance/qty once per space.

PROJECT BASIC INFORMATION PRE-INSTALLATION (RETROFIT) BASELINE (NEW CONSTRUCTION) POST-INSTALLATION Energy Calculations Post 
Fixture Cut 

Sheet 
Number

Date: 7/17/2012

Lighting Zone (exterior only): Lighting Zone 3

Lighting Inventory Form

Applicant Name: Jeff Meyers                Project # 5

Facility Name: J.H. Routh Packaging
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Lighting Form

Line 
Item 

New Construction 
or Retrofit

Building Address Floor Area Description Space Description Interior or Exterior 
Fixture

Predominant Space Type Exterior Lighting Description
(Exterior Lighting Only)

Area Cooling Pre Fixture 
Qty

Pre Fixture Code Pre Watts / 
Fixture

(W)

Pre kW / 
Space
(kW)

Existing 
Control
drop down

Existing 
Sensor 

Quantity
When applicable

Lighting Power Density
(W/unit)

Baseline kW 
/ Space

(kW)

Post 
Fixture 

Qty

Post Fixture Code Post Watts/ 
Fixture

(W)

Post kW / 
Space
(kW)

Are 
Occupancy 

Sensors 
Required 
by Code?

Proposed 
Control
drop down

Proposed 
Sensor 

Quantity
When applicable

Change in 
Connected Load

(kW)

Applicant 
Coincidence 

Factor
(CF)

Estimate

Coincidence 
Factor

Interactive 
Factor 

(demand)

Interactive 
Factor 

(energy)

Pre 
Controls 

Factor

Post 
Controls 

Factor

Demand 
Savings

(kW)

Applicant 
Equivalent 
Full Load 

Hours 
(EFLH) 

Estimate

Prescribed 
Equivalent 
Full Load 

Hours

Annual kWh 
Saved

Units
e.g. Square Feet

(ft2)

If multiple fixture types are used, 
please only enter the total 

area/distance/qty once per space.

PROJECT BASIC INFORMATION PRE-INSTALLATION (RETROFIT) BASELINE (NEW CONSTRUCTION) POST-INSTALLATION Energy Calculations Post 
Fixture Cut 

Sheet 
Number

191 0.00 NONE 0.00 NONE 0.00 0
192 0.00 NONE 0.00 NONE 0.00 0
193 0.00 NONE 0.00 NONE 0.00 0
194 0.00 NONE 0.00 NONE 0.00 0
195 0.00 NONE 0.00 NONE 0.00 0
196 0.00 NONE 0.00 NONE 0.00 0
197 0.00 NONE 0.00 NONE 0.00 0
198 0.00 NONE 0.00 NONE 0.00 0
199 0.00 NONE 0.00 NONE 0.00 0
200 0.00 NONE 0.00 NONE 0.00 0
201 0.00 NONE 0.00 NONE 0.00 0
202 0.00 NONE 0.00 NONE 0.00 0
203 0.00 NONE 0.00 NONE 0.00 0
204 0.00 NONE 0.00 NONE 0.00 0
205 0.00 NONE 0.00 NONE 0.00 0
206 0.00 NONE 0.00 NONE 0.00 0
207 0.00 NONE 0.00 NONE 0.00 0
208 0.00 NONE 0.00 NONE 0.00 0
209 0.00 NONE 0.00 NONE 0.00 0
210 0.00 NONE 0.00 NONE 0.00 0
211 0.00 NONE 0.00 NONE 0.00 0
212 0.00 NONE 0.00 NONE 0.00 0
213 0.00 NONE 0.00 NONE 0.00 0
214 0.00 NONE 0.00 NONE 0.00 0
215 0.00 NONE 0.00 NONE 0.00 0
216 0.00 NONE 0.00 NONE 0.00 0
217 0.00 NONE 0.00 NONE 0.00 0
218 0.00 NONE 0.00 NONE 0.00 0
219 0.00 NONE 0.00 NONE 0.00 0
220 0.00 NONE 0.00 NONE 0.00 0
221 0.00 NONE 0.00 NONE 0.00 0
222 0.00 NONE 0.00 NONE 0.00 0
223 0.00 NONE 0.00 NONE 0.00 0
224 0.00 NONE 0.00 NONE 0.00 0
225 0.00 NONE 0.00 NONE 0.00 0
226 0.00 NONE 0.00 NONE 0.00 0
227 0.00 NONE 0.00 NONE 0.00 0
228 0.00 NONE 0.00 NONE 0.00 0
229 0.00 NONE 0.00 NONE 0.00 0
230 0.00 NONE 0.00 NONE 0.00 0
231 0.00 NONE 0.00 NONE 0.00 0
232 0.00 NONE 0.00 NONE 0.00 0
233 0.00 NONE 0.00 NONE 0.00 0
234 0.00 NONE 0.00 NONE 0.00 0
235 0.00 NONE 0.00 NONE 0.00 0
236 0.00 NONE 0.00 NONE 0.00 0
237 0.00 NONE 0.00 NONE 0.00 0
238 0.00 NONE 0.00 NONE 0.00 0
239 0.00 NONE 0.00 NONE 0.00 0
240 0.00 NONE 0.00 NONE 0.00 0
241 0.00 NONE 0.00 NONE 0.00 0
242 0.00 NONE 0.00 NONE 0.00 0
243 0.00 NONE 0.00 NONE 0.00 0
244 0.00 NONE 0.00 NONE 0.00 0
245 0.00 NONE 0.00 NONE 0.00 0
246 0.00 NONE 0.00 NONE 0.00 0
247 0.00 NONE 0.00 NONE 0.00 0
248 0.00 NONE 0.00 NONE 0.00 0
249 0.00 NONE 0.00 NONE 0.00 0
250 0.00 NONE 0.00 NONE 0.00 0

Totals 54 21.60 54 19.44 2.16 2.89 7,488 18,115

Version 1.0 Page 2 of 3 12/11/2012



Estimated Annual kWh Savings 18,115

Total Change in Connected Load 2.16

Annual Estimated Cost Savings $1,811.50

Annual Operating Hours 7,488

Interior Lighting Incentive @ 
$0.05/kWh (excluding retrofit CFLs, 
sensors, or LED exit signs)

$905.75

Exterior Lighting Incentive @ 
$0.05/kWh (excluding retrofit CFLs, 
sensors, or LED exit signs)

$0.00

Total retrofit CFL Incentive @ 
$1/screw-in CFL lamp; $15/hard-
wired CFL lamp (includes all retrofit 
CFLs, both interior and exterior)

$0.00

Total retrofit LED Exit Incentive @ 
$10/exit sign $0.00

Total Lighting Controls Incentive @ 
$25/occupancy sensor and 
$25/daylight sensor (includes all 
Lighting Controls, both interior and 
exterior)

$0.00

Total Calculated Incentive $905.75

Total Fixture Quantity excluding retrofit 
CFLs and LED Exit Signs 54
Total Lamp Quantity for retrofit Screw-In 
CFLs 0
Total Lamp Quantity for retrofit Hard-Wired 
CFLs 0
Total Fixture Quantity for retrofit LED Exit 
Signs 0
Total Quantity for Occupancy Sensors 0
Total Quantity for Daylight Sensors 0

Demand Savings (For Internal Use 
Only) 2.89

Project Estimated Annual 
Savings Summary

Lighting

Please briefly describe how you estimated your coincidence factor (CF) and applicant 
equivalent full-load hours (EFLH) for  facility type “Other” indicated on the Lighting Form tab



Lighting Form

Instructions: Please use one line for each fixture type in a room or area

For existing or proposed control, choose OCC for Occupany Sensor, DAY for photosensor, Hi-Lo for bi-level sensors or NONE for none. Controls in spaces where existing controls exist do not qualify.  

The total of Column S, the quantities of CFLs and exit signs in Column M, and the quantities of sensors in Column R, will be used to calculate your incentive on the NonStandard Lighting form.

Line 
Item 

New Construction 
or Retrofit

Building Address Floor Area Description Space Description Interior or Exterior 
Fixture

Predominant Space Type Exterior Lighting Description
(Exterior Lighting Only)

Area Cooling Pre Fixture 
Qty

Pre Fixture Code Pre Watts / 
Fixture

(W)

Pre kW / 
Space
(kW)

Existing 
Control
drop down

Existing 
Sensor 

Quantity
When applicable

Lighting Power Density
(W/unit)

Baseline kW 
/ Space

(kW)

Post 
Fixture 

Qty

Post Fixture Code Post Watts/ 
Fixture

(W)

Post kW / 
Space
(kW)

Are 
Occupancy 

Sensors 
Required 
by Code?

Proposed 
Control
drop down

Proposed 
Sensor 

Quantity
When applicable

Change in 
Connected Load

(kW)

Applicant 
Coincidence 

Factor
(CF)

Estimate

Coincidence 
Factor

Interactive 
Factor 

(demand)

Interactive 
Factor 

(energy)

Pre 
Controls 

Factor

Post 
Controls 

Factor

Demand 
Savings

(kW)

Applicant 
Equivalent 
Full Load 

Hours 
(EFLH) 

Estimate

Prescribed 
Equivalent 
Full Load 

Hours

Annual kWh 
Saved

e.g. Retrofit 400 North Street 2 Office Other Interior Office - Small Cooled Space 3 F44ILL 112 0.34 NONE 5,000 0.00 3 CFT55/1-BX 56 0.17 No OCC 3 0.17 84% 84% 34% 12% 0% 30% 0.19 2,808 3,435 646 1
e.g. New Construction Example 1 Restaurant Conference, Meeting or Training Room Exterior Retail - Small Builing facades (liner ft based) Cooled Space 5 Example Cut Sheet 1 OCC 5 500 linear ft 3.8 1.88 5 Example Cut Sheet 2 25 0.13 Yes DAY 5 1.75 88% 89% 34% 12% 0% 0% 2.09 8,760 3,068 6,013 1A

1 Retrofit 4413 W. Bogart Rd 2 Cut Floor 1 Other Interior Other - Please estimate CF and EFLH Cooled Space 35 MH400/1 458 16.03 NONE 0.00 35 Cut Sheet 13 163 5.71 No NONE 10.33 100% 100% 34% 12% 0% 0% 13.84 7,488 7,488 86,591
2 Retrofit 4413 W. Bogart Rd 2 Cut Floor 2 Other Interior Other - Please estimate CF and EFLH Cooled Space 10 F42SHS 145 1.45 NONE 0.00 10 Cut Sheet 4 62 0.62 No NONE 0.83 100% 100% 34% 12% 0% 0% 1.11 7,488 7,488 6,961
3 Retrofit 4413 W. Bogart Rd 2 Cut Floor 3 Other Interior Other - Please estimate CF and EFLH Cooled Space 2 F82SHS 257 0.51 NONE 0.00 2 Cut Sheet 2 120 0.24 No NONE 0.27 100% 100% 34% 12% 0% 0% 0.37 7,488 7,488 2,298
4 Retrofit 4413 W. Bogart Rd 2 Second Floor Dry Storag Other Interior Other - Please estimate CF and EFLH Uncooled space 10 F44ES 160 1.60 NONE 0.00 10 Cut Sheet 5 52 0.52 No NONE 1.08 100% 100% 0% 0% 0% 0% 1.08 7,488 7,488 8,087
5 Retrofit 4413 W. Bogart Rd 2 USDA W RR 1 Other Interior Other - Please estimate CF and EFLH Cooled Space 3 I75/1 75 0.23 NONE 0.00 3 Cut Sheet 8 7 0.02 No NONE 0.20 100% 100% 34% 12% 0% 0% 0.27 7,488 7,488 1,711
6 Retrofit 4413 W. Bogart Rd 2 USDA W RR 2 Other Interior Other - Please estimate CF and EFLH Cooled Space 1 F42ES 80 0.08 NONE 0.00 1 Cut Sheet 7 50 0.05 No NONE 0.03 100% 100% 34% 12% 0% 0% 0.04 7,488 7,488 252
7 Retrofit 4413 W. Bogart Rd 2 Dry Storage Other Interior Other - Please estimate CF and EFLH Uncooled space 4 F82EHS 227 0.91 NONE 0.00 4 Cut Sheet 3 217 0.87 No NONE 0.04 100% 100% 0% 0% 0% 0% 0.04 7,488 7,488 300
8 Retrofit 4413 W. Bogart Rd 2 USDA Office Other Interior Other - Please estimate CF and EFLH Cooled Space 6 F42SS 94 0.56 NONE 0.00 6 Cut Sheet 23 48 0.29 No NONE 0.28 100% 100% 34% 12% 0% 0% 0.37 7,488 7,488 2,315
9 Retrofit 4413 W. Bogart Rd 2 Stairwell Other Interior Other - Please estimate CF and EFLH Uncooled space 3 H100/1 100 0.30 NONE 0.00 3 Cut Sheet 8 7 0.02 No NONE 0.28 100% 100% 0% 0% 0% 0% 0.28 7,488 7,488 2,089

10 Retrofit 4413 W. Bogart Rd 2 Hall to Kill Floor Break R Other Interior Other - Please estimate CF and EFLH Cooled Space 4 F42SS 94 0.38 NONE 0.00 4 Cut Sheet 23 48 0.19 No NONE 0.18 100% 100% 34% 12% 0% 0% 0.25 7,488 7,488 1,543
11 Retrofit 4413 W. Bogart Rd 2 KF Break Room Employee Lunch or Break Room Interior Other - Please estimate CF and EFLH Cooled Space 12 F42SS 94 1.13 NONE 0.00 12 Cut Sheet 23 48 0.58 No NONE 0.55 100% 100% 34% 12% 0% 0% 0.74 7,488 7,488 4,629
12 Retrofit 4413 W. Bogart Rd 2 KF Break Room RR Restrooms Interior Other - Please estimate CF and EFLH Cooled Space 12 F42SS 94 1.13 NONE 0.00 12 Cut Sheet 23 48 0.58 No NONE 0.55 100% 100% 34% 12% 0% 0% 0.74 7,488 7,488 4,629
13 Retrofit 4413 W. Bogart Rd 2 Boiler Room HBS Other Interior Other - Please estimate CF and EFLH Uncooled space 2 MH400/1 458 0.92 NONE 0.00 2 Cut Sheet 13 163 0.33 No NONE 0.59 100% 100% 0% 0% 0% 0% 0.59 7,488 7,488 4,418
14 Retrofit 4413 W. Bogart Rd 2 Grinder Bench Other Interior Other - Please estimate CF and EFLH Uncooled space 1 H150/1 150 0.15 NONE 0.00 1 Cut Sheet 9 15 0.02 No NONE 0.14 100% 100% 0% 0% 0% 0% 0.14 7,488 7,488 1,011
15 Retrofit 4413 W. Bogart Rd 2 aintenance Break Room Employee Lunch or Break Room Interior Other - Please estimate CF and EFLH Cooled Space 2 F42SS 94 0.19 NONE 0.00 2 Cut Sheet 4 62 0.12 No NONE 0.06 100% 100% 34% 12% 0% 0% 0.09 7,488 7,488 537
16 Retrofit 4413 W. Bogart Rd 2 aintenance Break Room Employee Lunch or Break Room Interior Other - Please estimate CF and EFLH Cooled Space 2 F82EHS 227 0.45 NONE 0.00 2 Cut Sheet 2 120 0.24 No NONE 0.21 100% 100% 34% 12% 0% 0% 0.29 7,488 7,488 1,795
17 Retrofit 4413 W. Bogart Rd 2 Stair Down Other Interior Other - Please estimate CF and EFLH Uncooled space 3 F42SHS 145 0.44 NONE 0.00 3 Cut Sheet 4 62 0.19 No NONE 0.25 100% 100% 0% 0% 0% 0% 0.25 7,488 7,488 1,865
18 Retrofit 4413 W. Bogart Rd 2  Gam Bench Other Interior Other - Please estimate CF and EFLH Uncooled space 3 I150/1 150 0.45 NONE 0.00 3 Cut Sheet 9 15 0.05 No NONE 0.41 100% 100% 0% 0% 0% 0% 0.41 7,488 7,488 3,033
19 Retrofit 4413 W. Bogart Rd 2 De-hair 1 Other Interior Other - Please estimate CF and EFLH Uncooled space 13 MH400/1 458 5.95 NONE 0.00 13 Cut Sheet 13 163 2.12 No NONE 3.84 100% 100% 0% 0% 0% 0% 3.84 7,488 7,488 28,716
20 Retrofit 4413 W. Bogart Rd 2 De-hair 2 Other Interior Other - Please estimate CF and EFLH Uncooled space 5 H150/1 150 0.75 NONE 0.00 5 Cut Sheet 9 15 0.08 No NONE 0.68 100% 100% 0% 0% 0% 0% 0.68 7,488 7,488 5,054
21 Retrofit 4413 W. Bogart Rd 2 Kill Floor 1 Other Interior Other - Please estimate CF and EFLH Uncooled space 52 MH400/1 458 23.82 NONE 0.00 48 Cut Sheet 1 190 9.12 No NONE 14.70 100% 100% 0% 0% 0% 0% 14.70 7,488 7,488 110,044
22 Retrofit 4413 W. Bogart Rd 2 Kill Floor 2 Other Interior Other - Please estimate CF and EFLH Uncooled space 10 F82EHS 227 2.27 NONE 0.00 10 Cut Sheet 2 120 1.20 No NONE 1.07 100% 100% 0% 0% 0% 0% 1.07 7,488 7,488 8,012
23 Retrofit 4413 W. Bogart Rd 2 Kill Floor 3 Other Interior Other - Please estimate CF and EFLH Uncooled space 8 F42SHS 145 1.16 NONE 0.00 8 Cut Sheet 4 62 0.50 No NONE 0.66 100% 100% 0% 0% 0% 0% 0.66 7,488 7,488 4,972
24 Retrofit 4413 W. Bogart Rd 2 V Pan 1 Other Interior Other - Please estimate CF and EFLH Uncooled space 6 F82EHS 227 1.36 NONE 0.00 6 Cut Sheet 2 120 0.72 No NONE 0.64 100% 100% 0% 0% 0% 0% 0.64 7,488 7,488 4,807
25 Retrofit 4413 W. Bogart Rd 2 Van Pan 2 Other Interior Other - Please estimate CF and EFLH Uncooled space 1 F42SHS 145 0.15 NONE 0.00 1 Cut Sheet 2 120 0.12 No NONE 0.03 100% 100% 0% 0% 0% 0% 0.03 7,488 7,488 187
26 Retrofit 4413 W. Bogart Rd 2 Final Rail 1 Other Interior Other - Please estimate CF and EFLH Uncooled space 6 F82SHS 257 1.54 NONE 0.00 7 Cut Sheet 18 234 1.64 No NONE -0.10 100% 100% 0% 0% 0% 0% -0.10 7,488 7,488 -719
27 Retrofit 4413 W. Bogart Rd 2 Final Rail 2 Other Interior Other - Please estimate CF and EFLH Uncooled space 17 F42SHS 145 2.47 NONE 0.00 9 Cut Sheet 4 62 0.56 No NONE 1.91 100% 100% 0% 0% 0% 0% 1.91 7,488 7,488 14,280
28 Retrofit 4413 W. Bogart Rd 2 Air Lock Other Interior Other - Please estimate CF and EFLH Medium-temperature refrigerated space 2 F42SHS 145 0.29 NONE 0.00 2 Cut Sheet 4 62 0.12 No NONE 0.17 100% 100% 29% 29% 0% 0% 0.21 7,488 7,488 1,603
29 Retrofit 4413 W. Bogart Rd 2 Blast Chill Other Interior Other - Please estimate CF and EFLH Medium-temperature refrigerated space 45 F42SHS 145 6.53 NONE 0.00 45 Cut Sheet 4 62 2.79 No NONE 3.74 100% 100% 29% 29% 0% 0% 4.82 7,488 7,488 36,078
30 Retrofit 4413 W. Bogart Rd 2 Carcass Cooler 1 Other Interior Other - Please estimate CF and EFLH Medium-temperature refrigerated space 45 F42SHS 145 6.53 NONE 0.00 45 Cut Sheet 4 62 2.79 No NONE 3.74 100% 100% 29% 29% 0% 0% 4.82 7,488 7,488 36,078
31 Retrofit 4413 W. Bogart Rd 2 Carcass Cooler 2 Other Interior Other - Please estimate CF and EFLH Medium-temperature refrigerated space 22 F42SHS 145 3.19 NONE 0.00 22 Cut Sheet 4 62 1.36 No NONE 1.83 100% 100% 29% 29% 0% 0% 2.36 7,488 7,488 17,638
32 Retrofit 4413 W. Bogart Rd 2 Carcass Cooler 3 Other Interior Other - Please estimate CF and EFLH Medium-temperature refrigerated space 20 F42SHS 145 2.90 NONE 0.00 20 Cut Sheet 4 62 1.24 No NONE 1.66 100% 100% 29% 29% 0% 0% 2.14 7,488 7,488 16,035
33 Retrofit 4413 W. Bogart Rd 2 Carcass Cooler 4 Other Interior Other - Please estimate CF and EFLH Medium-temperature refrigerated space 11 F42SHS 145 1.60 NONE 0.00 11 Cut Sheet 4 62 0.68 No NONE 0.91 100% 100% 29% 29% 0% 0% 1.18 7,488 7,488 8,819
34 Retrofit 4413 W. Bogart Rd 2 Carcass Cooler 4 Other Interior Other - Please estimate CF and EFLH Medium-temperature refrigerated space 5 MH400/1 458 2.29 NONE 0.00 5 Cut Sheet 13 163 0.82 No NONE 1.48 100% 100% 29% 29% 0% 0% 1.90 7,488 7,488 14,248
35 Retrofit 4413 W. Bogart Rd 2 South Stairwell 1 Other Interior Other - Please estimate CF and EFLH Uncooled space 2 F44ES 160 0.32 NONE 0.00 2 Cut Sheet 5 52 0.10 No NONE 0.22 100% 100% 0% 0% 0% 0% 0.22 7,488 7,488 1,617
36 Retrofit 4413 W. Bogart Rd 2 South Stairwell 2 Other Interior Other - Please estimate CF and EFLH Uncooled space 3 F42ES 80 0.24 NONE 0.00 3 F41SSILL 26 0.08 No NONE 0.16 100% 100% 0% 0% 0% 0% 0.16 7,488 7,488 1,213
37 Retrofit 4413 W. Bogart Rd 2 South Stairwell 3 Other Interior Other - Please estimate CF and EFLH Uncooled space 1 F42SHS 145 0.15 NONE 0.00 1 F41SSILL 26 0.03 No NONE 0.12 100% 100% 0% 0% 0% 0% 0.12 7,488 7,488 891
38 Retrofit 4413 W. Bogart Rd 2 Cut Floor Lunch Room Other Interior Other - Please estimate CF and EFLH Cooled Space 13 F42ES 80 1.04 NONE 0.00 13 Cut Sheet 6 48 0.62 No NONE 0.42 100% 100% 34% 12% 0% 0% 0.56 7,488 7,488 3,489
39 Retrofit 4413 W. Bogart Rd 2 Cut Floor Locker Room Other Interior Other - Please estimate CF and EFLH Cooled Space 29 F42ES 80 2.32 NONE 0.00 29 Cut Sheet 6 48 1.39 No NONE 0.93 100% 100% 34% 12% 0% 0% 1.24 7,488 7,488 7,783
40 Retrofit 4413 W. Bogart Rd 2 hone Rm, Vending Stora Other Interior Other - Please estimate CF and EFLH Cooled Space 2 F42ES 80 0.16 NONE 0.00 2 F42SSILL 48 0.10 No NONE 0.06 100% 100% 34% 12% 0% 0% 0.09 7,488 7,488 537
41 Retrofit 4413 W. Bogart Rd 2 SE Stairwell 1 Other Interior Other - Please estimate CF and EFLH Uncooled space 3 F42ES 80 0.24 NONE 0.00 3 F41SSILL 26 0.08 No NONE 0.16 100% 100% 0% 0% 0% 0% 0.16 7,488 7,488 1,213
42 Retrofit 4413 W. Bogart Rd 2 SE Stairwell 2 Other Interior Other - Please estimate CF and EFLH Uncooled space 2 F42ES 80 0.16 NONE 0.00 2 F41SSILL 26 0.05 No NONE 0.11 100% 100% 0% 0% 0% 0% 0.11 7,488 7,488 809
43 Retrofit 4413 W. Bogart Rd 3 3rd Floor Offices Other Interior Other - Please estimate CF and EFLH Cooled Space 64 F44ES 160 10.24 NONE 0.00 64 Cut Sheet 5 52 3.33 No NONE 6.91 100% 100% 34% 12% 0% 0% 9.26 7,488 7,488 57,968
44 Retrofit 4413 W. Bogart Rd 3 3rd Floor Mens RR Restrooms Interior Other - Please estimate CF and EFLH Cooled Space 4 F43ILL 89 0.36 NONE 0.00 4 F43SSILL 72 0.29 No NONE 0.07 100% 100% 34% 12% 0% 0% 0.09 7,488 7,488 570
45 Retrofit 4413 W. Bogart Rd 3 3 Floor Closets (3) Other Interior Other - Please estimate CF and EFLH Cooled Space 7 I75/1 75 0.53 NONE 0.00 7 Cut Sheet 8 7 0.05 No NONE 0.48 100% 100% 34% 12% 0% 0% 0.64 7,488 7,488 3,992
46 Retrofit 4413 W. Bogart Rd 3 3rd Floor Electrical 1 Other Interior Other - Please estimate CF and EFLH Cooled Space 4 F42ES 80 0.32 NONE 0.00 4 Cut Sheet 10 34 0.14 No NONE 0.18 100% 100% 34% 12% 0% 0% 0.25 7,488 7,488 1,543
47 Retrofit 4413 W. Bogart Rd 3 3rd Floor Electrical 2 Other Interior Other - Please estimate CF and EFLH Cooled Space 4 F42ES 80 0.32 NONE 0.00 2 Cut Sheet 11 52 0.10 No NONE 0.22 100% 100% 34% 12% 0% 0% 0.29 7,488 7,488 1,811
48 Retrofit 4413 W. Bogart Rd 3 3rd Floor Janitor Closet Other Interior Other - Please estimate CF and EFLH Cooled Space 1 F42ES 80 0.08 NONE 0.00 1 Cut Sheet 7 50 0.05 No NONE 0.03 100% 100% 34% 12% 0% 0% 0.04 7,488 7,488 252
49 Retrofit 4413 W. Bogart Rd 3 3rd Floor Womens RR Restrooms Interior Other - Please estimate CF and EFLH Cooled Space 2 F32SS 81 0.16 NONE 0.00 2 F31ILL 26 0.05 No NONE 0.11 100% 100% 34% 12% 0% 0% 0.15 7,488 7,488 923
50 Retrofit 4413 W. Bogart Rd 3 Floor Womens Locker R Other Interior Other - Please estimate CF and EFLH Cooled Space 2 F42ES 80 0.16 NONE 0.00 2 Cut Sheet 12 50 0.10 No NONE 0.06 100% 100% 34% 12% 0% 0% 0.08 7,488 7,488 503
51 Retrofit 4413 W. Bogart Rd 1 Front Offices 1 Other Interior Other - Please estimate CF and EFLH Cooled Space 1 F42ES 80 0.08 NONE 0.00 1 F42SSILL 48 0.05 No NONE 0.03 100% 100% 34% 12% 0% 0% 0.04 7,488 7,488 268
52 Retrofit 4413 W. Bogart Rd 1 Front Offices 2 Other Interior Other - Please estimate CF and EFLH Cooled Space 48 F44ES 160 7.68 NONE 0.00 48 Cut Sheet 5 52 2.50 No NONE 5.18 100% 100% 34% 12% 0% 0% 6.95 7,488 7,488 43,476
53 Retrofit 4413 W. Bogart Rd 1 Front Offices 3 Jan Clos Other Interior Other - Please estimate CF and EFLH Cooled Space 1 I75/1 75 0.08 NONE 0.00 1 Cut Sheet 8 7 0.01 No NONE 0.07 100% 100% 34% 12% 0% 0% 0.09 7,488 7,488 570
54 Retrofit 4413 W. Bogart Rd 1 Front Offices 4 Other Interior Other - Please estimate CF and EFLH Cooled Space 3 F42ES 80 0.24 NONE 0.00 3 F42SSILL 48 0.14 No NONE 0.10 100% 100% 34% 12% 0% 0% 0.13 7,488 7,488 805
55 Retrofit 4413 W. Bogart Rd 1 Front Offices 5 Other Interior Other - Please estimate CF and EFLH Cooled Space 5 I90/1 90 0.45 NONE 0.00 5 CF16/2D-L 18 0.09 No NONE 0.36 100% 100% 34% 12% 0% 0% 0.48 7,488 7,488 3,019
56 Retrofit 4413 W. Bogart Rd 1 Shipping Offices Other Interior Other - Please estimate CF and EFLH Cooled Space 1 F82EHS 227 0.23 NONE 0.00 2 F42SSILL 48 0.10 No NONE 0.13 100% 100% 34% 12% 0% 0% 0.18 7,488 7,488 1,099
57 Retrofit 4413 W. Bogart Rd 1 Ship Fresh 1 Other Interior Other - Please estimate CF and EFLH Medium-temperature refrigerated space 28 MH250/1 295 8.26 NONE 0.00 28 Cut Sheet 13 163 4.56 No NONE 3.70 100% 100% 29% 29% 0% 0% 4.77 7,488 7,488 35,702
58 Retrofit 4413 W. Bogart Rd 1 Ship Fresh 2 Other Interior Other - Please estimate CF and EFLH Medium-temperature refrigerated space 3 F82EHS 227 0.68 NONE 0.00 3 Cut Sheet 2 120 0.36 No NONE 0.32 100% 100% 29% 29% 0% 0% 0.41 7,488 7,488 3,101
59 Retrofit 4413 W. Bogart Rd 1 Ship Fresh 3 Other Interior Other - Please estimate CF and EFLH Medium-temperature refrigerated space 5 F42SHS 145 0.73 NONE 0.00 5 Cut Sheet 4 62 0.31 No NONE 0.42 100% 100% 29% 29% 0% 0% 0.54 7,488 7,488 4,009
60 Retrofit 4413 W. Bogart Rd 1 Ship Smoked Front 1 Other Interior Other - Please estimate CF and EFLH Medium-temperature refrigerated space 40 F82EHS 227 9.08 NONE 0.00 40 Cut Sheet 2 120 4.80 No NONE 4.28 100% 100% 29% 29% 0% 0% 5.52 7,488 7,488 41,343
61 Retrofit 4413 W. Bogart Rd 1 Ship Smoked Back 1 Other Interior Other - Please estimate CF and EFLH Medium-temperature refrigerated space 3 F82EHS 227 0.68 NONE 0.00 3 Cut Sheet 2 120 0.36 No NONE 0.32 100% 100% 29% 29% 0% 0% 0.41 7,488 7,488 3,101
62 Retrofit 4413 W. Bogart Rd 1 Ship Smoked Back 2 Other Interior Other - Please estimate CF and EFLH Medium-temperature refrigerated space 3 F42SHS 145 0.44 NONE 0.00 3 Cut Sheet 4 62 0.19 No NONE 0.25 100% 100% 29% 29% 0% 0% 0.32 7,488 7,488 2,405
63 Retrofit 4413 W. Bogart Rd 1 Freezer 1 Other Interior Other - Please estimate CF and EFLH Medium-temperature refrigerated space 4 MH400/1 458 1.83 NONE 0.00 4 Cut Sheet 14 165 0.66 No NONE 1.17 100% 100% 29% 29% 0% 0% 1.51 7,488 7,488 11,321
64 Retrofit 4413 W. Bogart Rd 1 Freezer 2 Other Interior Other - Please estimate CF and EFLH Medium-temperature refrigerated space 4 MH400/1 458 1.83 NONE 0.00 4 Cut Sheet 14 165 0.66 No NONE 1.17 100% 100% 29% 29% 0% 0% 1.51 7,488 7,488 11,321
65 Retrofit 4413 W. Bogart Rd 1 W Elevator Other Interior Other - Please estimate CF and EFLH Uncooled space 2 F42SHS 145 0.29 NONE 0.00 2 Cut Sheet 4 62 0.12 No NONE 0.17 100% 100% 0% 0% 0% 0% 0.17 7,488 7,488 1,243
66 Retrofit 4413 W. Bogart Rd 1  Ship Hall Other Interior Other - Please estimate CF and EFLH Uncooled space 1 F42ES 80 0.08 NONE 0.00 1 F42SSILL 48 0.05 No NONE 0.03 100% 100% 0% 0% 0% 0% 0.03 7,488 7,488 240
67 Retrofit 4413 W. Bogart Rd 1 Refrigeration System Rm Other Interior Other - Please estimate CF and EFLH Uncooled space 3 F42ES 80 0.24 NONE 0.00 3 Cut Sheet 4 62 0.19 No NONE 0.05 100% 100% 0% 0% 0% 0% 0.05 7,488 7,488 404
68 Retrofit 4413 W. Bogart Rd 1 Refrigeration System Rm Other Interior Other - Please estimate CF and EFLH Uncooled space 1 F42SHS 145 0.15 NONE 0.00 1 Cut Sheet 4 62 0.06 No NONE 0.08 100% 100% 0% 0% 0% 0% 0.08 7,488 7,488 622
69 Retrofit 4413 W. Bogart Rd 1 Elevator Controls Room Other Interior Other - Please estimate CF and EFLH Uncooled space 1 F82EHS 227 0.23 NONE 0.00 1 Cut Sheet 4 62 0.06 No NONE 0.17 100% 100% 0% 0% 0% 0% 0.17 7,488 7,488 1,236
70 Retrofit 4413 W. Bogart Rd 1 Elevator Controls Room Other Interior Other - Please estimate CF and EFLH Uncooled space 2 F42SHS 145 0.29 NONE 0.00 1 Cut Sheet 4 62 0.06 No NONE 0.23 100% 100% 0% 0% 0% 0% 0.23 7,488 7,488 1,707
71 Retrofit 4413 W. Bogart Rd 1 Smoked Blast Chill A 1 Other Interior Other - Please estimate CF and EFLH Medium-temperature refrigerated space 3 F82EHS 227 0.68 NONE 0.00 3 Cut Sheet 2 120 0.36 No NONE 0.32 100% 100% 29% 29% 0% 0% 0.41 7,488 7,488 3,101
72 Retrofit 4413 W. Bogart Rd 1 Smoked Blast Chill A 2 Other Interior Other - Please estimate CF and EFLH Medium-temperature refrigerated space 12 F42SHS 145 1.74 NONE 0.00 6 Cut Sheet 2 120 0.72 No NONE 1.02 100% 100% 29% 29% 0% 0% 1.32 7,488 7,488 9,853
73 Retrofit 4413 W. Bogart Rd 1 Smoked Blast Chill B Other Interior Other - Please estimate CF and EFLH Medium-temperature refrigerated space 7 F42SHS 145 1.02 NONE 0.00 4 Cut Sheet 2 120 0.48 No NONE 0.54 100% 100% 29% 29% 0% 0% 0.69 7,488 7,488 5,168
74 Retrofit 4413 W. Bogart Rd 1 Bacon Blast Chill Other Interior Other - Please estimate CF and EFLH Medium-temperature refrigerated space 5 F42SHS 145 0.73 NONE 0.00 5 Cut Sheet 4 62 0.31 No NONE 0.42 100% 100% 29% 29% 0% 0% 0.54 7,488 7,488 4,009
75 Retrofit 4413 W. Bogart Rd 1 Inedible Cooler, Dock Other Interior Other - Please estimate CF and EFLH Medium-temperature refrigerated space 6 F82EHS 227 1.36 NONE 0.00 6 Cut Sheet 2 120 0.72 No NONE 0.64 100% 100% 29% 29% 0% 0% 0.83 7,488 7,488 6,201
76 Retrofit 4413 W. Bogart Rd 1 Curing Office Other Interior Other - Please estimate CF and EFLH Cooled Space 3 F82EHS 227 0.68 NONE 0.00 6 F42SSILL 48 0.29 No NONE 0.39 100% 100% 34% 12% 0% 0% 0.53 7,488 7,488 3,296
77 Retrofit 4413 W. Bogart Rd 1 Curing 1 Other Interior Other - Please estimate CF and EFLH Uncooled space 16 F82EHS 227 3.63 NONE 0.00 16 Cut Sheet 13 163 2.61 No NONE 1.02 100% 100% 0% 0% 0% 0% 1.02 7,488 7,488 7,668
78 Retrofit 4413 W. Bogart Rd 1 Curing 2 Other Interior Other - Please estimate CF and EFLH Uncooled space 3 F42SHS 145 0.44 NONE 0.00 3 Cut Sheet 4 62 0.19 No NONE 0.25 100% 100% 0% 0% 0% 0% 0.25 7,488 7,488 1,865
79 Retrofit 4413 W. Bogart Rd 1 Curing- Boning Table Other Interior Other - Please estimate CF and EFLH Uncooled space 8 F82EHS 227 1.82 NONE 0.00 4 Cut Sheet 18 234 0.94 No NONE 0.88 100% 100% 0% 0% 0% 0% 0.88 7,488 7,488 6,589
80 Retrofit 4413 W. Bogart Rd 1 Curing-Ham Stuffer Other Interior Other - Please estimate CF and EFLH Uncooled space 4 F82EHS 227 0.91 NONE 0.00 4 Cut Sheet 2 120 0.48 No NONE 0.43 100% 100% 0% 0% 0% 0% 0.43 7,488 7,488 3,205
81 Retrofit 4413 W. Bogart Rd 1 Curing Tunnel 1 Other Interior Other - Please estimate CF and EFLH Uncooled space 14 F82EHS 227 3.18 NONE 0.00 12 Cut Sheet 2 120 1.44 No NONE 1.74 100% 100% 0% 0% 0% 0% 1.74 7,488 7,488 13,014
82 Retrofit 4413 W. Bogart Rd 1 Curing Tunnel 2 Other Interior Other - Please estimate CF and EFLH Uncooled space 2 F42SHS 145 0.29 NONE 0.00 2 Cut Sheet 2 120 0.24 No NONE 0.05 100% 100% 0% 0% 0% 0% 0.05 7,488 7,488 374
83 Retrofit 4413 W. Bogart Rd 1 Smokehouse 1 Other Interior Other - Please estimate CF and EFLH Uncooled space 20 F42SHS 145 2.90 NONE 0.00 20 Cut Sheet 4 62 1.24 No NONE 1.66 100% 100% 0% 0% 0% 0% 1.66 7,488 7,488 12,430
84 Retrofit 4413 W. Bogart Rd 1 Smokehouse 2 Other Interior Other - Please estimate CF and EFLH Uncooled space 1 H150/1 150 0.15 NONE 0.00 1 Cut Sheet 9 15 0.02 No NONE 0.14 100% 100% 0% 0% 0% 0% 0.14 7,488 7,488 1,011
85 Retrofit 4413 W. Bogart Rd 1 Smokehouse 3 Other Interior Other - Please estimate CF and EFLH Uncooled space 2 H500/1 500 1.00 NONE 0.00 2 Cut Sheet 16 105 0.21 No NONE 0.79 100% 100% 0% 0% 0% 0% 0.79 7,488 7,488 5,916
86 Retrofit 4413 W. Bogart Rd 1 Top of Smokers Back Other Interior Other - Please estimate CF and EFLH Uncooled space 5 F42SHS 145 0.73 NONE 0.00 5 Cut Sheet 4 62 0.31 No NONE 0.42 100% 100% 0% 0% 0% 0% 0.42 7,488 7,488 3,108
87 Retrofit 4413 W. Bogart Rd 1 Top of Smokers Front Other Interior Other - Please estimate CF and EFLH Uncooled space 2 F42SHS 145 0.29 NONE 0.00 2 Cut Sheet 4 62 0.12 No NONE 0.17 100% 100% 0% 0% 0% 0% 0.17 7,488 7,488 1,243
88 Retrofit 4413 W. Bogart Rd 1 Smokehouse Office Other Interior Other - Please estimate CF and EFLH Cooled Space 2 F44ES 160 0.32 NONE 0.00 2 Cut Sheet 5 52 0.10 No NONE 0.22 100% 100% 34% 12% 0% 0% 0.29 7,488 7,488 1,811
89 Retrofit 4413 W. Bogart Rd 1 ast Compr./ Ammonia Rm Other Interior Other - Please estimate CF and EFLH Uncooled space 3 F44ES 160 0.48 NONE 0.00 3 Cut Sheet 5 52 0.16 No NONE 0.32 100% 100% 0% 0% 0% 0% 0.32 7,488 7,488 2,426
90 Retrofit 4413 W. Bogart Rd 1 ast Compr./ Ammonia Rm Other Interior Other - Please estimate CF and EFLH Uncooled space 8 F82EHS 227 1.82 NONE 0.00 8 Cut Sheet 2 120 0.96 No NONE 0.86 100% 100% 0% 0% 0% 0% 0.86 7,488 7,488 6,410
91 Retrofit 4413 W. Bogart Rd 1 Belly Pump Area 1 Other Interior Other - Please estimate CF and EFLH Medium-temperature refrigerated space 11 MH400/1 458 5.04 NONE 0.00 12 Cut Sheet 13 163 1.96 No NONE 3.08 100% 100% 29% 29% 0% 0% 3.98 7,488 7,488 29,771
92 Retrofit 4413 W. Bogart Rd 1  Belly Pump Area 2 Other Interior Other - Please estimate CF and EFLH Medium-temperature refrigerated space 5 F42SHS 145 0.73 NONE 0.00 3 Cut Sheet 17 120 0.36 No NONE 0.37 100% 100% 29% 29% 0% 0% 0.47 7,488 7,488 3,526
93 Retrofit 4413 W. Bogart Rd 1 Belly Pump Area 3 Other Interior Other - Please estimate CF and EFLH Medium-temperature refrigerated space 1 F82EHS 227 0.23 NONE 0.00 2 Cut Sheet 4 62 0.12 No NONE 0.10 100% 100% 29% 29% 0% 0% 0.13 7,488 7,488 995
94 Retrofit 4413 W. Bogart Rd 1 Sausage Kitchen 1 Other Interior Other - Please estimate CF and EFLH Medium-temperature refrigerated space 1 F82EHS 227 0.23 NONE 0.00 1 Cut Sheet 17 120 0.12 No NONE 0.11 100% 100% 29% 29% 0% 0% 0.14 7,488 7,488 1,034
95 Retrofit 4413 W. Bogart Rd 1 Sausage Kitchen 2 Other Interior Other - Please estimate CF and EFLH Medium-temperature refrigerated space 2 F42SHS 145 0.29 NONE 0.00 2 Cut Sheet 17 120 0.24 No NONE 0.05 100% 100% 29% 29% 0% 0% 0.06 7,488 7,488 483
96 Retrofit 4413 W. Bogart Rd 1 W Elevator Other Interior Other - Please estimate CF and EFLH Medium-temperature refrigerated space 1 F42SHS 145 0.15 NONE 0.00 1 Cut Sheet 4 62 0.06 No NONE 0.08 100% 100% 29% 29% 0% 0% 0.11 7,488 7,488 802
97 Retrofit 4413 W. Bogart Rd 1 Dry Storage 1 Other Interior Other - Please estimate CF and EFLH Medium-temperature refrigerated space 8 F82EHS 227 1.82 NONE 0.00 8 Cut Sheet 13 163 1.30 No NONE 0.51 100% 100% 29% 29% 0% 0% 0.66 7,488 7,488 4,946
98 Retrofit 4413 W. Bogart Rd 1 Dry Storage 2 Other Interior Other - Please estimate CF and EFLH Medium-temperature refrigerated space 1 F42SHS 145 0.15 NONE 0.00 1 Cut Sheet 4 62 0.06 No NONE 0.08 100% 100% 29% 29% 0% 0% 0.11 7,488 7,488 802
99 Retrofit 4413 W. Bogart Rd 1 Dry Storage 3 Other Interior Other - Please estimate CF and EFLH Medium-temperature refrigerated space 1 Cut Sheet 20 80 0.08 NONE 0.00 1 Cut Sheet 4 62 0.06 No NONE 0.02 100% 100% 29% 29% 0% 0% 0.02 7,488 7,488 174
100 Retrofit 4413 W. Bogart Rd 1 Dry Storage 4 Other Interior Other - Please estimate CF and EFLH Medium-temperature refrigerated space 1 F82SHS 257 0.26 NONE 0.00 1 Cut Sheet 17 120 0.12 No NONE 0.14 100% 100% 29% 29% 0% 0% 0.18 7,488 7,488 1,323
101 Retrofit 4413 W. Bogart Rd 1 Belt Crib 1 Other Interior Other - Please estimate CF and EFLH Medium-temperature refrigerated space 2 F82EHS 227 0.45 NONE 0.00 2 Cut Sheet 5 52 0.10 No NONE 0.35 100% 100% 29% 29% 0% 0% 0.45 7,488 7,488 3,381
102 Retrofit 4413 W. Bogart Rd 1 Belt Crib 2 Other Interior Other - Please estimate CF and EFLH Medium-temperature refrigerated space 1 F42SHS 145 0.15 NONE 0.00 1 Cut Sheet 4 62 0.06 No NONE 0.08 100% 100% 29% 29% 0% 0% 0.11 7,488 7,488 802
103 Retrofit 4413 W. Bogart Rd 1 Storage Other Interior Other - Please estimate CF and EFLH Uncooled space 4 F82EHS 227 0.91 NONE 0.00 4 Cut Sheet 18 234 0.94 No NONE -0.03 100% 100% 0% 0% 0% 0% -0.03 7,488 7,488 -210
104 Retrofit 4413 W. Bogart Rd 1 Trash Compactor Room Other Interior Other - Please estimate CF and EFLH Uncooled space 1 F42SHS 145 0.15 NONE 0.00 1 Cut Sheet 4 62 0.06 No NONE 0.08 100% 100% 0% 0% 0% 0% 0.08 7,488 7,488 622
105 Retrofit 4413 W. Bogart Rd 1 Maintenances Offices 1 Private Office less than 250 ft^2 Interior Other - Please estimate CF and EFLH Cooled Space 2 F44ES 160 0.32 NONE 0.00 2 F42SSILL 48 0.10 No NONE 0.22 100% 100% 34% 12% 0% 0% 0.30 7,488 7,488 1,879
106 Retrofit 4413 W. Bogart Rd 1 Maintenances Offices 2 Private Office less than 250 ft^2 Interior Other - Please estimate CF and EFLH Cooled Space 6 Cut Sheet 21 80 0.48 NONE 0.00 6 Cut Sheet 10 34 0.20 No NONE 0.28 100% 100% 34% 12% 0% 0% 0.37 7,488 7,488 2,315
107 Retrofit 4413 W. Bogart Rd 1 Maint. Offices 3- Closet Other Interior Other - Please estimate CF and EFLH Cooled Space 1 I75/1 75 0.08 NONE 0.00 1 Cut Sheet 8 7 0.01 No NONE 0.07 100% 100% 34% 12% 0% 0% 0.09 7,488 7,488 570
108 Retrofit 4413 W. Bogart Rd 1 Lard Other Interior Other - Please estimate CF and EFLH Uncooled space 2 MH400/1 458 0.92 NONE 0.00 2 Cut Sheet 13 163 0.33 No NONE 0.59 100% 100% 0% 0% 0% 0% 0.59 7,488 7,488 4,418
109 Retrofit 4413 W. Bogart Rd 1 Boiler Room 1 Other Interior Other - Please estimate CF and EFLH Uncooled space 7 MH400/1 458 3.21 NONE 0.00 7 Cut Sheet 13 163 1.14 No NONE 2.07 100% 100% 0% 0% 0% 0% 2.07 7,488 7,488 15,463
110 Retrofit 4413 W. Bogart Rd 1 Boiler Room 2 Other Interior Other - Please estimate CF and EFLH Uncooled space 2 MH400/1 458 0.92 NONE 0.00 2 Cut Sheet 1 190 0.38 No NONE 0.54 100% 100% 0% 0% 0% 0% 0.54 7,488 7,488 4,014
111 Retrofit 4413 W. Bogart Rd 1 Boiler Room 3 Other Interior Other - Please estimate CF and EFLH Uncooled space 2 F82EHS 227 0.45 NONE 0.00 1 Cut Sheet 17 120 0.12 No NONE 0.33 100% 100% 0% 0% 0% 0% 0.33 7,488 7,488 2,501
112 Retrofit 4413 W. Bogart Rd 1 Boiler Room 4 Other Interior Other - Please estimate CF and EFLH Uncooled space 1 F42SHS 145 0.15 NONE 0.00 1 Cut Sheet 17 120 0.12 No NONE 0.03 100% 100% 0% 0% 0% 0% 0.03 7,488 7,488 187
113 Retrofit 4413 W. Bogart Rd 1 Main Electrical Panel 1 Other Interior Other - Please estimate CF and EFLH Uncooled space 3 F42ES 80 0.24 NONE 0.00 3 F42SSILL 48 0.14 No NONE 0.10 100% 100% 0% 0% 0% 0% 0.10 7,488 7,488 719
114 Retrofit 4413 W. Bogart Rd 1 Main Electrical Panel 2 Other Interior Other - Please estimate CF and EFLH Uncooled space 1 F82ES 138 0.14 NONE 0.00 1 Cut Sheet 5 52 0.05 No NONE 0.09 100% 100% 0% 0% 0% 0% 0.09 7,488 7,488 644
115 Retrofit 4413 W. Bogart Rd 1 Maint. Tool Storage 1 Other Interior Other - Please estimate CF and EFLH Uncooled space 2 I75/1 75 0.15 NONE 0.00 2 Cut Sheet 8 7 0.01 No NONE 0.14 100% 100% 0% 0% 0% 0% 0.14 7,488 7,488 1,018
116 Retrofit 4413 W. Bogart Rd 1 Maint. Tool Storage 2 Other Interior Other - Please estimate CF and EFLH Uncooled space 12 F82ES 138 1.66 NONE 0.00 12 Cut Sheet 5 52 0.62 No NONE 1.03 100% 100% 0% 0% 0% 0% 1.03 7,488 7,488 7,728
117 Retrofit 4413 W. Bogart Rd 1 Maint. Tool Storage 3 Other Interior Other - Please estimate CF and EFLH Uncooled space 5 Cut Sheet 21 80 0.40 NONE 0.00 5 Cut Sheet 10 34 0.17 No NONE 0.23 100% 100% 0% 0% 0% 0% 0.23 7,488 7,488 1,722
118 Retrofit 4413 W. Bogart Rd 1 Maint. Tool Storage 4 Other Interior Other - Please estimate CF and EFLH Uncooled space 1 MH400/1 458 0.46 NONE 0.00 1 Cut Sheet 1 190 0.19 No NONE 0.27 100% 100% 0% 0% 0% 0% 0.27 7,488 7,488 2,007
119 Retrofit 4413 W. Bogart Rd 2 Maintenance T5- 5Upstai Other Interior Other - Please estimate CF and EFLH Uncooled space 6 F82EHS 227 1.36 NONE 0.00 6 Cut Sheet 5 52 0.31 No NONE 1.05 100% 100% 0% 0% 0% 0% 1.05 7,488 7,488 7,862
120 Retrofit 4413 W. Bogart Rd 2 Maintenance T5-6 Upstai Other Interior Other - Please estimate CF and EFLH Uncooled space 4 F42SHS 145 0.58 NONE 0.00 4 Cut Sheet 4 62 0.25 No NONE 0.33 100% 100% 0% 0% 0% 0% 0.33 7,488 7,488 2,486
121 Retrofit 4413 W. Bogart Rd 1 st Comp./ Ammonia Roo Other Interior Other - Please estimate CF and EFLH Uncooled space 5 F42SHS 145 0.73 NONE 0.00 5 Cut Sheet 4 62 0.31 No NONE 0.42 100% 100% 0% 0% 0% 0% 0.42 7,488 7,488 3,108
122 Retrofit 4413 W. Bogart Rd 1 st Comp./ Ammonia Roo Other Interior Other - Please estimate CF and EFLH Uncooled space 1 F42SHS 145 0.15 NONE 0.00 1 F42SSILL 48 0.05 No NONE 0.10 100% 100% 0% 0% 0% 0% 0.10 7,488 7,488 726
123 Retrofit 4413 W. Bogart Rd 1 st Comp./Ammonia Roo Other Interior Other - Please estimate CF and EFLH Uncooled space 3 MH400/1 458 1.37 NONE 0.00 3 Cut Sheet 13 163 0.49 No NONE 0.89 100% 100% 0% 0% 0% 0% 0.89 7,488 7,488 6,627
124 Retrofit 4413 W. Bogart Rd 1 st Comp./ Ammonia Roo Other Interior Other - Please estimate CF and EFLH Uncooled space 6 F82EHS 227 1.36 NONE 0.00 6 Cut Sheet 19 67 0.40 No NONE 0.96 100% 100% 0% 0% 0% 0% 0.96 7,488 7,488 7,188
125 Retrofit 4413 W. Bogart Rd 1 est Comp./Ammonia Roo Other Interior Other - Please estimate CF and EFLH Uncooled space 2 H150/1 150 0.30 NONE 0.00 2 Cut Sheet 9 15 0.03 No NONE 0.27 100% 100% 0% 0% 0% 0% 0.27 7,488 7,488 2,022
126 Retrofit 4413 W. Bogart Rd 1 Stick Pen 1 Other Interior Other - Please estimate CF and EFLH Uncooled space 1 F82EHS 227 0.23 NONE 0.00 1 Cut Sheet 13 163 0.16 No NONE 0.06 100% 100% 0% 0% 0% 0% 0.06 7,488 7,488 479
127 Retrofit 4413 W. Bogart Rd 1 Stick Pen 2 Other Interior Other - Please estimate CF and EFLH Uncooled space 2 F42SHS 145 0.29 NONE 0.00 2 Cut Sheet 17 120 0.24 No NONE 0.05 100% 100% 0% 0% 0% 0% 0.05 7,488 7,488 374
128 Retrofit 4413 W. Bogart Rd 1 Stick Pen 3 Other Interior Other - Please estimate CF and EFLH Uncooled space 2 MH400/1 458 0.92 NONE 0.00 2 Cut Sheet 13 163 0.33 No NONE 0.59 100% 100% 0% 0% 0% 0% 0.59 7,488 7,488 4,418
129 Retrofit 4413 W. Bogart Rd 1 Tree Wash 1 Other Interior Other - Please estimate CF and EFLH Uncooled space 17 MH400/1 458 7.79 NONE 0.00 17 Cut Sheet 13 163 2.77 No NONE 5.02 100% 100% 0% 0% 0% 0% 5.02 7,488 7,488 37,552
130 Retrofit 4413 W. Bogart Rd 1 Tree Wash 2 Other Interior Other - Please estimate CF and EFLH Uncooled space 4 F82EHS 227 0.91 NONE 0.00 4 Cut Sheet 2 120 0.48 No NONE 0.43 100% 100% 0% 0% 0% 0% 0.43 7,488 7,488 3,205
131 Retrofit 4413 W. Bogart Rd 1 Tree Wash 3 Other Interior Other - Please estimate CF and EFLH Uncooled space 5 H150/1 150 0.75 NONE 0.00 5 Cut Sheet 9 15 0.08 No NONE 0.68 100% 100% 0% 0% 0% 0% 0.68 7,488 7,488 5,054
132 Retrofit 4413 W. Bogart Rd 1 Tree Wash 4 Other Interior Other - Please estimate CF and EFLH Uncooled space 2 F42SHS 145 0.29 NONE 0.00 2 Cut Sheet 4 62 0.12 No NONE 0.17 100% 100% 0% 0% 0% 0% 0.17 7,488 7,488 1,243
133 Retrofit 4413 W. Bogart Rd 1 Tree Wash 5 Other Interior Other - Please estimate CF and EFLH Uncooled space 1 F42SHS 145 0.15 NONE 0.00 1 Cut Sheet 4 62 0.06 No NONE 0.08 100% 100% 0% 0% 0% 0% 0.08 7,488 7,488 622
134 Retrofit 4413 W. Bogart Rd 1 Tree Wash 6 Other Interior Other - Please estimate CF and EFLH Uncooled space 1 I75/1 75 0.08 NONE 0.00 1 Cut Sheet 8 7 0.01 No NONE 0.07 100% 100% 0% 0% 0% 0% 0.07 7,488 7,488 509
135 Retrofit 4413 W. Bogart Rd 1 ard Storage (Tanks) 160 Other Interior Other - Please estimate CF and EFLH Uncooled space 3 F42SHS 145 0.44 NONE 0.00 3 Cut Sheet 4 62 0.19 No NONE 0.25 100% 100% 0% 0% 0% 0% 0.25 7,488 7,488 1,865
136 Retrofit 4413 W. Bogart Rd 1 Sludge Barge 1 Other Interior Other - Please estimate CF and EFLH Uncooled space 6 I100/1 100 0.60 NONE 0.00 6 Cut Sheet 15 42 0.25 No NONE 0.35 100% 100% 0% 0% 0% 0% 0.35 7,488 7,488 2,606
137 Retrofit 4413 W. Bogart Rd 1 Sludge Barge 2 Other Interior Other - Please estimate CF and EFLH Uncooled space 2 F42SHS 145 0.29 NONE 0.00 1 Cut Sheet 17 120 0.12 No NONE 0.17 100% 100% 0% 0% 0% 0% 0.17 7,488 7,488 1,273
138 Retrofit 4413 W. Bogart Rd 1 Sludge Barge 3 Other Interior Other - Please estimate CF and EFLH Uncooled space 1 Cut Sheet 21 80 0.08 NONE 0.00 1 Cut Sheet 4 62 0.06 No NONE 0.02 100% 100% 0% 0% 0% 0% 0.02 7,488 7,488 135
139 Retrofit 4413 W. Bogart Rd 1 Small Blood Room Other Interior Other - Please estimate CF and EFLH Uncooled space 3 H150/1 150 0.45 NONE 0.00 3 Cut Sheet 9 15 0.05 No NONE 0.41 100% 100% 0% 0% 0% 0% 0.41 7,488 7,488 3,033
140 Retrofit 4413 W. Bogart Rd 1 Large Blood Room 1 Other Interior Other - Please estimate CF and EFLH Uncooled space 4 F82EHS 227 0.91 NONE 0.00 4 Cut Sheet 13 163 0.65 No NONE 0.26 100% 100% 0% 0% 0% 0% 0.26 7,488 7,488 1,917
141 Retrofit 4413 W. Bogart Rd 1 Large Blood Room 2 Other Interior Other - Please estimate CF and EFLH Uncooled space 1 H150/1 150 0.15 NONE 0.00 1 Cut Sheet 9 15 0.02 No NONE 0.14 100% 100% 0% 0% 0% 0% 0.14 7,488 7,488 1,011
142 Retrofit 4413 W. Bogart Rd 1 Sewage Treatment 1 Other Interior Other - Please estimate CF and EFLH Uncooled space 2 H150/1 150 0.30 NONE 0.00 2 Cut Sheet 9 15 0.03 No NONE 0.27 100% 100% 0% 0% 0% 0% 0.27 7,488 7,488 2,022
143 Retrofit 4413 W. Bogart Rd 1 Sewage Treatment 2 Other Interior Other - Please estimate CF and EFLH Uncooled space 2 F82EHS 227 0.45 NONE 0.00 2 Cut Sheet 5 52 0.10 No NONE 0.35 100% 100% 0% 0% 0% 0% 0.35 7,488 7,488 2,621
144 Retrofit 4413 W. Bogart Rd 1 Equipment Barn 1 Other Interior Other - Please estimate CF and EFLH Uncooled space 3 F82EHS 227 0.68 NONE 0.00 3 Cut Sheet 13 163 0.49 No NONE 0.19 100% 100% 0% 0% 0% 0% 0.19 7,488 7,488 1,438
145 Retrofit 4413 W. Bogart Rd 1 Equipment Barn 2 Other Interior Other - Please estimate CF and EFLH Uncooled space 4 F82ES 138 0.55 NONE 0.00 8 Cut Sheet 6 48 0.38 No NONE 0.17 100% 100% 0% 0% 0% 0% 0.17 7,488 7,488 1,258
146 Retrofit 4413 W. Bogart Rd 1 Motor Room 1 Other Interior Other - Please estimate CF and EFLH Uncooled space 1 F82EHS 227 0.23 NONE 0.00 2 F42SSILL 48 0.10 No NONE 0.13 100% 100% 0% 0% 0% 0% 0.13 7,488 7,488 981
147 Retrofit 4413 W. Bogart Rd 1 Motor Room 2 Other Interior Other - Please estimate CF and EFLH Uncooled space 2 F42ES 80 0.16 NONE 0.00 2 F42SSILL 48 0.10 No NONE 0.06 100% 100% 0% 0% 0% 0% 0.06 7,488 7,488 479
148 Retrofit 4413 W. Bogart Rd 1 Sewage Lab Other Interior Other - Please estimate CF and EFLH Uncooled space 1 Cut Sheet 22 145 0.15 NONE 0.00 1 F42SSILL 48 0.05 No NONE 0.10 100% 100% 0% 0% 0% 0% 0.10 7,488 7,488 726
149 Retrofit 4413 W. Bogart Rd 1 Hog Barn Office Private Office less than 250 ft^2 Interior Other - Please estimate CF and EFLH Uncooled space 6 F42SS 94 0.56 NONE 0.00 6 F42SSILL 48 0.29 No NONE 0.28 100% 100% 0% 0% 0% 0% 0.28 7,488 7,488 2,067
150 Retrofit 4413 W. Bogart Rd 1 Hog Barn Office RR Restrooms Interior Other - Please estimate CF and EFLH Uncooled space 1 I60/1 60 0.06 NONE 0.00 1 Cut Sheet 8 7 0.01 No NONE 0.05 100% 100% 0% 0% 0% 0% 0.05 7,488 7,488 397
151 Retrofit 4413 W. Bogart Rd 1 Hog Barn 1 Other Interior Other - Please estimate CF and EFLH Uncooled space 42 MH400/1 458 19.24 NONE 0.00 42 Cut Sheet 13 163 6.85 No NONE 12.39 100% 100% 0% 0% 0% 0% 12.39 7,488 7,488 92,776
152 Retrofit 4413 W. Bogart Rd 1 Hog Barn 2 Other Interior Other - Please estimate CF and EFLH Uncooled space 8 F82EHS 227 1.82 NONE 0.00 8 Cut Sheet 2 120 0.96 No NONE 0.86 100% 100% 0% 0% 0% 0% 0.86 7,488 7,488 6,410
153 Retrofit 4413 W. Bogart Rd 1 Hog Barn 3 Other Interior Other - Please estimate CF and EFLH Uncooled space 3 F42SHS 145 0.44 NONE 0.00 3 Cut Sheet 4 62 0.19 No NONE 0.25 100% 100% 0% 0% 0% 0% 0.25 7,488 7,488 1,865
154 Retrofit 4413 W. Bogart Rd 1 Truck Wash 1 Other Interior Other - Please estimate CF and EFLH Uncooled space 2 F82EHS 227 0.45 NONE 0.00 2 Cut Sheet 13 163 0.33 No NONE 0.13 100% 100% 0% 0% 0% 0% 0.13 7,488 7,488 958
155 Retrofit 4413 W. Bogart Rd 1 Truck Wash 2 Other Interior Other - Please estimate CF and EFLH Uncooled space 4 F82EHS 227 0.91 NONE 0.00 3 Cut Sheet 13 163 0.49 No NONE 0.42 100% 100% 0% 0% 0% 0% 0.42 7,488 7,488 3,137
156 Retrofit 4413 W. Bogart Rd 1 Truck Wash 3 Other Interior Other - Please estimate CF and EFLH Uncooled space 11 Cut Sheet 21 80 0.88 NONE 0.00 11 Cut Sheet 10 34 0.37 No NONE 0.51 100% 100% 0% 0% 0% 0% 0.51 7,488 7,488 3,789
157 Retrofit 4413 W. Bogart Rd 1 Truck Wash 4 Other Interior Other - Please estimate CF and EFLH Uncooled space 5 H150/1 150 0.75 NONE 0.00 3 Cut Sheet 13 163 0.49 No NONE 0.26 100% 100% 0% 0% 0% 0% 0.26 7,488 7,488 1,954
158 0.00 NONE 0.00 NONE 0.00 0
159                                                                                      0.00 NONE 0.00 NONE 0.00 0
160 0.00 NONE 0.00 NONE 0.00 0
161 0.00 NONE 0.00 NONE 0.00 0
162 0.00 NONE 0.00 NONE 0.00 0
163 0.00 NONE 0.00 NONE 0.00 0
164 0.00 NONE 0.00 NONE 0.00 0
165 0.00 NONE 0.00 NONE 0.00 0
166 0.00 NONE 0.00 NONE 0.00 0
167 0.00 NONE 0.00 NONE 0.00 0
168 0.00 NONE 0.00 NONE 0.00 0
169 0.00 NONE 0.00 NONE 0.00 0
170 0.00 NONE 0.00 NONE 0.00 0
171 0.00 NONE 0.00 NONE 0.00 0
172 0.00 NONE 0.00 NONE 0.00 0
173 0.00 NONE 0.00 NONE 0.00 0
174 0.00 NONE 0.00 NONE 0.00 0
175 0.00 NONE 0.00 NONE 0.00 0
176 0.00 NONE 0.00 NONE 0.00 0
177 0.00 NONE 0.00 NONE 0.00 0
178 0.00 NONE 0.00 NONE 0.00 0
179 0.00 NONE 0.00 NONE 0.00 0
180 0.00 NONE 0.00 NONE 0.00 0
181 0.00 NONE 0.00 NONE 0.00 0
182 0.00 NONE 0.00 NONE 0.00 0
183 0.00 NONE 0.00 NONE 0.00 0
184 0.00 NONE 0.00 NONE 0.00 0
185 0.00 NONE 0.00 NONE 0.00 0
186 0.00 NONE 0.00 NONE 0.00 0
187 0.00 NONE 0.00 NONE 0.00 0
188 0.00 NONE 0.00 NONE 0.00 0
189 0.00 NONE 0.00 NONE 0.00 0
190 0.00 NONE 0.00 NONE 0.00 0

Units
e.g. Square Feet

(ft2)

If multiple fixture types are used, 
please only enter the total 

area/distance/qty once per space.

PROJECT BASIC INFORMATION PRE-INSTALLATION (RETROFIT) BASELINE (NEW CONSTRUCTION) POST-INSTALLATION Energy Calculations Post 
Fixture Cut 

Sheet 
Number

Date: 7/17/2012

Lighting Zone (exterior only): Lighting Zone 3

Lighting Inventory Form

Applicant Name: Jeff Meyers                Project # 5

Facility Name: J.H. Routh Packaging
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Lighting Form

Line 
Item 

New Construction 
or Retrofit

Building Address Floor Area Description Space Description Interior or Exterior 
Fixture

Predominant Space Type Exterior Lighting Description
(Exterior Lighting Only)

Area Cooling Pre Fixture 
Qty

Pre Fixture Code Pre Watts / 
Fixture

(W)

Pre kW / 
Space
(kW)

Existing 
Control
drop down

Existing 
Sensor 

Quantity
When applicable

Lighting Power Density
(W/unit)

Baseline kW 
/ Space

(kW)

Post 
Fixture 

Qty

Post Fixture Code Post Watts/ 
Fixture

(W)

Post kW / 
Space
(kW)

Are 
Occupancy 

Sensors 
Required 
by Code?

Proposed 
Control
drop down

Proposed 
Sensor 

Quantity
When applicable

Change in 
Connected Load

(kW)

Applicant 
Coincidence 

Factor
(CF)

Estimate

Coincidence 
Factor

Interactive 
Factor 

(demand)

Interactive 
Factor 

(energy)

Pre 
Controls 

Factor

Post 
Controls 

Factor

Demand 
Savings

(kW)

Applicant 
Equivalent 
Full Load 

Hours 
(EFLH) 

Estimate

Prescribed 
Equivalent 
Full Load 

Hours

Annual kWh 
Saved

Units
e.g. Square Feet

(ft2)

If multiple fixture types are used, 
please only enter the total 

area/distance/qty once per space.

PROJECT BASIC INFORMATION PRE-INSTALLATION (RETROFIT) BASELINE (NEW CONSTRUCTION) POST-INSTALLATION Energy Calculations Post 
Fixture Cut 

Sheet 
Number

191 0.00 NONE 0.00 NONE 0.00 0
192 0.00 NONE 0.00 NONE 0.00 0
193 0.00 NONE 0.00 NONE 0.00 0
194 0.00 NONE 0.00 NONE 0.00 0
195 0.00 NONE 0.00 NONE 0.00 0
196 0.00 NONE 0.00 NONE 0.00 0
197 0.00 NONE 0.00 NONE 0.00 0
198 0.00 NONE 0.00 NONE 0.00 0
199 0.00 NONE 0.00 NONE 0.00 0
200 0.00 NONE 0.00 NONE 0.00 0
201 0.00 NONE 0.00 NONE 0.00 0
202 0.00 NONE 0.00 NONE 0.00 0
203 0.00 NONE 0.00 NONE 0.00 0
204 0.00 NONE 0.00 NONE 0.00 0
205 0.00 NONE 0.00 NONE 0.00 0
206 0.00 NONE 0.00 NONE 0.00 0
207 0.00 NONE 0.00 NONE 0.00 0
208 0.00 NONE 0.00 NONE 0.00 0
209 0.00 NONE 0.00 NONE 0.00 0
210 0.00 NONE 0.00 NONE 0.00 0
211 0.00 NONE 0.00 NONE 0.00 0
212 0.00 NONE 0.00 NONE 0.00 0
213 0.00 NONE 0.00 NONE 0.00 0
214 0.00 NONE 0.00 NONE 0.00 0
215 0.00 NONE 0.00 NONE 0.00 0
216 0.00 NONE 0.00 NONE 0.00 0
217 0.00 NONE 0.00 NONE 0.00 0
218 0.00 NONE 0.00 NONE 0.00 0
219 0.00 NONE 0.00 NONE 0.00 0
220 0.00 NONE 0.00 NONE 0.00 0
221 0.00 NONE 0.00 NONE 0.00 0
222 0.00 NONE 0.00 NONE 0.00 0
223 0.00 NONE 0.00 NONE 0.00 0
224 0.00 NONE 0.00 NONE 0.00 0
225 0.00 NONE 0.00 NONE 0.00 0
226 0.00 NONE 0.00 NONE 0.00 0
227 0.00 NONE 0.00 NONE 0.00 0
228 0.00 NONE 0.00 NONE 0.00 0
229 0.00 NONE 0.00 NONE 0.00 0
230 0.00 NONE 0.00 NONE 0.00 0
231 0.00 NONE 0.00 NONE 0.00 0
232 0.00 NONE 0.00 NONE 0.00 0
233 0.00 NONE 0.00 NONE 0.00 0
234 0.00 NONE 0.00 NONE 0.00 0
235 0.00 NONE 0.00 NONE 0.00 0
236 0.00 NONE 0.00 NONE 0.00 0
237 0.00 NONE 0.00 NONE 0.00 0
238 0.00 NONE 0.00 NONE 0.00 0
239 0.00 NONE 0.00 NONE 0.00 0
240 0.00 NONE 0.00 NONE 0.00 0
241 0.00 NONE 0.00 NONE 0.00 0
242 0.00 NONE 0.00 NONE 0.00 0
243 0.00 NONE 0.00 NONE 0.00 0
244 0.00 NONE 0.00 NONE 0.00 0
245 0.00 NONE 0.00 NONE 0.00 0
246 0.00 NONE 0.00 NONE 0.00 0
247 0.00 NONE 0.00 NONE 0.00 0
248 0.00 NONE 0.00 NONE 0.00 0
249 0.00 NONE 0.00 NONE 0.00 0
250 0.00 NONE 0.00 NONE 0.00 0

Totals 1,077 232.08 1,052 98.03 134.06 153.84 7,488 1,102,542
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Estimated Annual kWh Savings 1,102,542

Total Change in Connected Load 134.06

Annual Estimated Cost Savings $110,254.20

Annual Operating Hours 7,488

Interior Lighting Incentive @ 
$0.05/kWh (excluding retrofit CFLs, 
sensors, or LED exit signs)

$54,976.15

Exterior Lighting Incentive @ 
$0.05/kWh (excluding retrofit CFLs, 
sensors, or LED exit signs)

$0.00

Total retrofit CFL Incentive @ 
$1/screw-in CFL lamp; $15/hard-
wired CFL lamp (includes all retrofit 
CFLs, both interior and exterior)

$75.00

Total retrofit LED Exit Incentive @ 
$10/exit sign $0.00

Total Lighting Controls Incentive @ 
$25/occupancy sensor and 
$25/daylight sensor (includes all 
Lighting Controls, both interior and 
exterior)

$0.00

Total Calculated Incentive $55,051.15

Total Fixture Quantity excluding retrofit 
CFLs and LED Exit Signs 1047
Total Lamp Quantity for retrofit Screw-In 
CFLs 0
Total Lamp Quantity for retrofit Hard-Wired 
CFLs 5
Total Fixture Quantity for retrofit LED Exit 
Signs 0
Total Quantity for Occupancy Sensors 0
Total Quantity for Daylight Sensors 0

Demand Savings (For Internal Use 
Only) 153.84

Project Estimated Annual 
Savings Summary

Lighting

Please briefly describe how you estimated your coincidence factor (CF) and applicant 
equivalent full-load hours (EFLH) for  facility type “Other” indicated on the Lighting Form tab



















This foregoing document was electronically filed with the Public Utilities 

Commission of Ohio Docketing Information System on 

10/28/2013 12:15:37 PM

in

Case No(s). 13-0444-EL-EEC

Summary: Application to Commit Energy Efficiency/Peak Demand Reduction Programs of
Ohio Edison Company and J.H. Routh Packaging Company electronically filed by Ms. Jennifer
M. Sybyl on behalf of Ohio Edison Company and J.H. Routh Packaging Company
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