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Exhibit 1 Customer Legal Entity Name:   Heinen's

Site Address: Heinen's
Principal Address: 34501 Ridge Rd.

Project 
No. Project Name

Narrative description of your program including, but not limited to, 
make, model, and year of any installed and replaced equipment:

Description of methodologies, protocols and practices 
used in measuring and verifying project results

What date would you have replaced your 
equipment if you had not replaced it early? 

Also, please explain briefly how you 
determined this future replacement date.

Please describe the less efficient new 
equipment that you rejected in favor of 

the more efficient new equipment.

1 VFD on AHU INstall vfd on main AHU to control fan speed of 20 HP AHU. Unit runs to maintain 
setpoint and humidity requirements. 

Motor System inventory was performed with pre & post ECM consumption 
calculated and demand utilized . Specified equipment selection of the 
motors and motor controls. Electrical Usage (kWh) = Motor KWx 
Operating hours. New kWh Usage= Motor KW x Motor Speed ^3x 
Operating hours. Electrical Energy Cost = (kWh x $/kwh) Existing KWh - 
Retrofit KWh = Savings. See attached summary spreadsheet for details. 
Measurement and Verification is based on IPMVP Option A. Calculations 
attached with operational factors and commonly accepted usage 
assumptions.

upon failure N/A

Docket No. 14-1250
Site: 34501 Ridge Rd.
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Customer Legal Entity Name:   Heinen's

Site Address: Heinen's

Principal Address: 34501 Ridge Rd.

Unadjusted                                                             
Usage, kwh  (A)

Weather Adjusted                                                    
Usage, kwh  (B)

Weather Adjusted Usage 
with Energy Efficiency 

Addbacks, kwh 
 (c)

Note 1
2011 2,175,196 2,175,196 2,175,196
2010 2,228,803 2,228,803 2,228,803

0 0 0
Average 2,202,000 2,202,000 2,202,000

1 VFD on AHU 05/31/2014 $6,616 $3,308 87,245                           87,245                           -                                   $6,979.60 $3,308.00

-                                 -                                 -                                   

-                                 -                                 -                                   

-                                 -                                 -                                   

-                                 -                                 -                                   

-                                 -                                 -                                   

-                                 -                                 -                                   

Total $6,616 87,245 87,245 0 $6,979.60 $3,308.00 $0

Docket No. 14-1250
Site: 34501 Ridge Rd.

Notes

Exhibit 2

Utility Peak Demand 
Reduction 

Contribution, KW  (F)

KWh Saved/Year (D)
counting towards 
utility compliance

Project Cost $In-Service Date

Eligible 
Rebate 

Amount (H)
$

Note 2

Prescriptive
Rebate

Amount (G)
$

(2) The eligible rebate amount is based upon 75% of the rebates offered by the FirstEnergy Commercial and Industrial Energy Efficiency programs or 75% of $0.08/kWh for custom programs for all energy savings eligible for a cash rebate as defined in the PUCO order in Case 
NO.10-834-EL-EEC dated 9/15/2010, not to exceed the lesser of 50% of the project cost or $250,000 per project. The rebate also cannot exceed $500,000 per customer per year, per utility service territory.

(1) Customer's usage is adjusted to account for the effects of the energy efficiency programs included in this application.  When applicable, such adjustments are prorated to the in-service date to account for partial year savings.

KWh Saved/Year (E)
eligible for incentive

Commitment 
Payment

$Project NameProject 
Number

50% of Project Cost
$
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Exhibit 3 Utility Cost Test

UCT = Utility Avoided Costs / Utility Costs 

Project

Total Annual 
Savings, MWh

Utility Avoided 
Cost               

$/MWh

Utility Avoided 
Cost

$

Utility Cost
$

Cash Rebate
$

Administrator 
Variable Fee

$

Total Utility 
Cost

$
UCT

(A) (B) (C) (D) (E) (F) (G) (H)
1 87 308$             26,896$             4,050$           $3,308 $872 8,230$        3.3

Total 87 308$            26,896             4,050           $3,308 $872 8,230        3.3

Notes
(A) From Exhibit 2, = kWh saved / 1000
(B)

(C)  = (A) * (B)
(D)

(E)
(F)

(G)
(H) =(C) / (G)

Heinen's ~ Heinen's
Docket No. 14-1250

Site: 34501 Ridge Rd.

This value represents avoided energy costs (wholesale energy prices) from the Department of Energy, Energy
Information Administration’s 2009 Annual Energy Outlook (AEO) low oil prices case. The AEO represents a
national average energy price, so for a better representation of the energy price that Ohio customers would see,
a Cinergy Hub equivalent price was derived by applying a ratio based on three years of historic national average
and Cinergy Hub prices.This value is consistent with avoided cost assumptions used in EE&PDR Program
Portfolio and Initial Benchmark Report, filed Dec 15, 2009 (See Section 8.1, paragraph a).

Represents the utility's costs incurred for self-directed mercantile applications for applications filed and
applications in progress. Includes incremental costs of legal fees, fixed administrative expenses, etc. 

= (D) + (E) + (F)

Based on approximate Administrator's variable compensation for purposes of calculating the UCT, actual
compensation may be less.

This is the amount of the cash rebate paid to the customer for this project.



Project Name and Number:
Site Name:
Completed by (Name):
Date completed:

Energy Conservation Measure
Annual 

Energy Savings
kWh

Eligible Prescriptive 
Rebate Amount

kWh * $0.08

VFD on AHU 87,245             6979.60

Total Project Energy Savings kWh 87,245             

Mercantile Customer Program - Custom Project Rebate Calculator

Heinen's Willoughby
Eli Auerbach

Notes about this rebate calculation:
Motor System inventory was performed with pre & post ECM consumption calculated 
and demand utilized . Specified equipment selection of the motors and motor controls. 
Electrical Usage (kWh) = Motor KWx Operating hours. New kWh Usage= Motor KW x 
Motor Speed ^3x Operating hours. Electrical Energy Cost = (kWh x $/kwh) Existing 
KWh - Retrofit KWh = Savings. See attached summary spreadsheet for details. 
Measurement and Verification is based on IPMVP Option A. Calculations attached with 
operational factors and commonly accepted usage assumptions.

Total Custom Prescriptive Rebate Amount $ 6,979.60$               

7/31/2014

Project 1 - VFD on AHU



AHU VFD Calculation

20 HP AHU Base Projected without VFD

RUN TIME HOURS SPEED Total HP MOTORS Motor Eff KW KWH

100% 8,760 100% 20 1 93.0% 16.0 140,537
0% 0 100% 0 0 0.0 0

TOTAL 100% 8,760 140,537

20 HP AHU with VFD

RUN TIME HOURS SPEED Total HP MOTORS Motor Eff KW KWH
25% 2,190 50% 20 1 93.0% 2.0 4,392
20% 1,752 60% 20 1 93.0% 3.5 6,071
20% 1,752 70% 20 1 93.0% 5.5 9,641
15% 1,314 80% 20 1 93.0% 8.2 10,793
15% 1,314 90% 20 1 93.0% 11.7 15,368
5% 438 100% 20 1 93.0% 16.0 7,027

TOTAL 100% 8,760 53,292

87,245                KWH SAVED
62% % Saved

Page 1 Mcgregor Homes Calculation VFD

















This foregoing document was electronically filed with the Public Utilities 

Commission of Ohio Docketing Information System on 

10/20/2014 3:59:24 PM

in

Case No(s). 14-1250-EL-EEC

Summary: Application to Commit Energy Efficiency/Peak Demand Reduction Programs of The
Cleveland Electric Illuminating Company and Heinen's  electronically filed by Ms. Jennifer M.
Sybyl on behalf of The Cleveland Electric Illuminating Company and Heinen's
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